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Condensate lines laid to fall
to riser S&V pipe
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Bruntwood

38-42 Mosley Street
Grade 2* Listed Building Refurbishment

HM Project No.

27618

1:100 SH

RIBA STAGE 4 TENDER ISSUE
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SR

Public Health Services
Ground Floor
Domestic Hot & Cold Water and
Above Ground Waste Services Layout

Stage 3 Issue. SH01 31/03/22 RG
Stage 4 Tender Issue. SH02 29/04/22 MR

1. This drawing to be read in conjunction with all mechanical,
electrical & public health drawings for this contract.

2. All services work to be carried out in accordance with the
relevant Engineering Specification for this contract.

3. All existing mechanical services installations shall be
isolated, disconnected and stripped out throughout the
entire building unless stated otherwise. All stripped out
materials to be disposed of in accordance with WEEE
regulations.

See enlargement part plan below
for detail of services within Toilets

Condensate drainage connects to
new S&V pipe via waterless trap.

Proposed FCU condensate pipe
routes, min fall 1:xxx.

100 S&V Stack FA drops to HL.

100 S&V at HL. min fall 1:xxx .

22Ø BCWS
22x15Ø HWS F&R DTLL
to serve WC's and basins.

22Ø BCWS
15x15Ø HWS F&R DTLL
to serve DDA WC

100Ø soil float pipe at LL

100Ø S&V Waste stack FA DTB
Access 1200mm AFFL
Exact stack position to be
determined on site

22Ø BCWS
22x15Ø HWS F&R DTLL to
serve WC's and basins

22Ø BCWS
15x15Ø HWSF&R DTLL
to serve Kitchenette.

Kitchenette DH&CW
connection details TBC.
Currently dishwasher,
zipp tap and coffee
machine shown. Sink?.

100Ø Soil float pipe at LL

Drainage and DH&CWS pipework
to be concealed within superloo
partitioning where possible.

110Ø S&V Stack from
above drops to below

22Ø MCWS FB and TA

50Ø Condensate  S&V stack
from above drops to below
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