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Do not scale from this drawing
Verify dimensions by site measurement

Read this drawing in conjunction with the latest architectural and structural drawings

This drawing is based on the following information:-

Notes

1. This drawing to be read in conjunction with all mechanical,
electrical & public health drawings for this contract.

2. All services work to be carried out in accordance with the
relevant Engineering Specification for this contract.
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————— Refrigerant pipework between outdoor
condenser and branch controller box
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box and FCU's (on suitable sized tray)

Wall mounted FCU LCD controller
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