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38-42 Mosley Street
New Fire Alarm Control Panel

57 Spring Gardens
Existing Fire Alarm Control Panel
replaced by Protec Panel in
Mosley Street

Basement

Ground

First

Second

Third

Roof

Moe Stair D Loop

IU IU IU

Fire alarm interface accepts fire alarm input
from Mosley Street to alert Spring Gardens
of general fire alarm activation

Fire alarm interface accepts fire alarm input
from Mosley Street to alert Spring Gardens
of fire alarm activation in shared escape
stair

Fire alarm interface accepts fire alarm input
from Mosley Street to alert Spring Gardens
of fire alarm activation in roof plant room

Notes
1. This drawing to be read in conjunction with all mechanical,

electrical & public health drawings for this contract.

2. All services work to be carried out in accordance with the
relevant Engineering Specification for this contract.
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