Do not scale from this drawing
Verify dimensions by site measurement

Read this drawing in conjunction with the latest architectural and structural drawings

This drawing is based on the following information:-

Notes

1. This drawing to be read in conjunction with all mechanical,
electrical & public health drawings for this contract.

2. All services work to be carried out in accordance with the
relevant Engineering Specification for this contract.
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reumoxx|  Indoor fan coil unit

wecyxc | Hybrid branch controller box

ommmmmme Heating panel radiator
————— Refrigerant pipework between outdoor
condenser and branch controller box
15mm Htg F&R DTLL within wall
construction to serve corridor radiator 15mm Htg F&R DLL. — 15mm Htg F&R RTA to
serve radiator at leve .
WC radiator at level 3 — — Water pipework between branch controller
Refrigerant pipework FA drops to 15mm Htg F&R. box and FCU's (on suitable sized tray)
2nd Floor H/L to serve HBC boxes.
22mm Htg F&R FA Wall mounted FCU LCD controller
15mm Htg F&R TB.
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VRF refrigerant pipework rises and VRF refrigerant pipework runs
drops at this location to serve FCU's. within floor void to serve FCU's. Client
Bruntwood
Project

38-42 Mosley Street
Grade 2* Listed Building Refurbishment

Drawing Title

Mechanical Services
Second Floor
Heating/Cooling Layout

Scale Sheet Size Checked Approved
1:100 A1 SH SR
Status HM Project No.
RIBA STAGE 4 TENDER ISSUE 27618
Drawing No. Rev

27618-HM-72Z-02-DR-MS-1203 02




	Sheets and Views
	XX


