
Existing attenation tank

Top of Tank = 30.860

Pitch Level = 32.100Pitch Level = 32.045
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PROPOSED PITCH DESIGN WILL NOT
NEGATIVELY IMPACT ON THE EXISTING
ATTENUATION TANK
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