1.At the rear of 18 carlton house pull in new 12f in to existing blue sub duct
located behind steel box trunking. Follow existing cables towards customer
first floor stair case window

3. Run new 12f cable through a new 12mm hole within customer stair well.
wall is 1 meter thick and will require a 1 meter drill bit.

2.Follow existing cables towards staircase window
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4. continue new 12f cable along internal ledge in new white plastic
trunking
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STANDARD COMNSENT PACK PLAN ANNOTATIONS
EXTERMAL CIVILS

Existing duct route Soid red line
Existing Chamoer [ ] red box filled
Existing Duct entry [ ] red circle filled
Mew Duct eniry » red circle haif filled
Mew duct noute ——— dotted red ine

Mew chamber

] red box halt filed
Ewisting Strest Cabinet v

red triangle filed
Mew Street Cabinet red triangle haif flled
EXTERNAL CABLING
Mew cable routs In Eﬁﬂﬂg duct —— Solid red line for exi sll"g
duct route and dashed
route labelied to show
new fore |E"|g|f| and
route

Mew cable In new duct

EXTERNAL DUCT TO BE ABANDONED
Existing duct route to be abandoned

Sold Magenta ine

INTERMAL - Floor Plan/photographic schedule

Exlstng rack or aquipment housing Dlue square # cross

(@=ral view)

Mew rack of equipment Rowsing Dlue Square (ematy)
(@=ral view)

Mew Buliding Flexiblity Point E blue b0 haf flled
Existng Bulding Flexiblity Point I Blue box filed

Mew Customer tarmination point F7] Blue b0 hatched

Mew cable raute {labalied as raquired) dotted biue ine
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