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New guard rail to cover new plant 
room and relocated PV panels.

PV panels relocated to maintain 
existing quantity.

Proposed Modular 
Plantroom Enclosure

2

Proposed Modular 
Plantroom Enclosure

1

CLIENT

PROJECT

TITLE

SCALE REV.HCD PROJECT NO.

|  © HCD

ROLE + NUMBERTYPELEVELVOLUMEORIGINATORPROJECT NO.

STATUS

C:\Temp\20253-HCD-A0-ZZ-M3-A-20-001-Refurb_WS19_john.menendezJ2G9Y.rvt

P022020-253 1 : 100 @  A1

NEW MEDLOCK HOUSE

S4a  |  FOR PLANNING

GENERAL ARRANGEMENT
LEVEL 08 (ROOF)

20253 HCD A0 07 DR A-04-008

NOTES:

DO NOT SCALE FROM THIS DRAWING.
VERIFY ALL DIMENSIONS AND SETTING OUT ON SITE.
NOTIFY ANY DISCREPANCIES TO THE ARCHITECT.
FOR STRUCTURAL INFORMATION, REFER TO 
STRUCTURAL ENGINEER'S DRAWINGS.
FOR M&E INFORMATION, REFER TO M&E ENGINEER'S 
AND SUB-CONTRACTORS' DRAWINGS.
FOR HEALTH & SAFETY INFORMATION, REFER TO 
HEALTH & SAFETY RISK ASSESSMENTS.

0 m 2 4 6 8 10

1:100

THIS DRAWING IS INDICATIVE OF DESIGN INTENT 
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REVISION: BY: CHECKED: DATE:

First issue.
P01 DHB - 09/04/2021

REVISION: BY: CHECKED: DATE:

New plant rooms added and PV panels rearranged.
P02 JM JRP 11/01/2022

N

Note; this drawing is based on Laser Surveys existing building 
survey, drawing ref.  N 1226 / 1-4, Rev 0, issued Nov 2021.

New rooftop plant proposals based on scheme developed by 
HG Consulting Engineers in accordance with the associated 
Energy Statement, Plantroom Layout and relocation of PVs.
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