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Ach:15.8 m²

1.066
Paediatric CCNT

Ach:21 m²

1.058
Paediatric Orthoptics

Ach:44.3 m²

1.056
Podiatry

Ach:20.6 m²

1.055
DN Treatment

Ach:29.7 m²

1.054
IV Therapy

Ach:16 m²

1.053
Physiotherapy

Ach:15.8 m²

1.067
Paediatric

Ach:19.6 m²

1.065
Paediatric Asthma

Ach:31.8 m²

1.052
Physiotherapy

Ach:15.1 m²

1.006
HCA Treatment Room

Ach:15.9 m²

1.009
Consulting Room

Ach:15.9 m²

1.010
Consulting Room

Ach:15.7 m²

1.011
Consulting Room

Ach:15.9 m²

1.012
Consulting Room

Ach:15.1 m²

1.013
Nurse Treatment

Room

Ach:16.3 m²

1.005
Consulting Room

Ach:30.5 m²

1.002
Waiting Area

Ach:12.8 m²

1.003
GP Reception

Ach:16.9 m²

1.039
Consulting Room

Ach:15.9 m²

1.034
Counselling Room

Ach:16.5 m²

1.038
Consulting Room

Ach:16.9 m²

1.040
Consulting /

Counselling Room

Ach:15.9 m²

1.036
Counselling Room

Ach:15.8 m²

1.033
Counselling Room

Ach:15.8 m²

1.035
Counselling Room

Ach:16.2 m²

1.031
Counselling Room

Ach:15.9 m²

1.032
Counselling Room

Ach:35.5 m²

1.057
Communal Group

Baby Clinic

Ach:7.8 m²

1.017
Dirty Utility

Ach:30.3 m²

1.025
Admin Office 6 Person

Ach:15.6 m²

1.022
GP Library / Training /

Meeting

Ach:11.9 m²

1.024
Practice Manager

Ach:20.5 m²

1.004
Administration 4

person

Ach:14.6 m²

1.020
Consumables and

General Store

Ach:12.5 m²

1.016
Interview Room

Ach:9.4 m²

1.021
Beverage Area

Ach:9.9 m²

1.061
Dirty Utility

Ach:7.6 m²

1.060
Clean Utility Ach:24.9 m²

1.115
Adults Corridor

Ach:9.6 m²

1.137
Fire Fighting Lobby

Ach:Redundant Room

1.140
Riser

Ach:8.3 m²

1.134
Fire Fighting Lobby Ach:23.1 m²

1.133
Stair 2 First Floor

Landing

Ach:33.8 m²

1.136
Stair 3 First Floor

Landing

Ach:7.9 m²

1.018
Clean Utility

Ach:27.1 m²

1.015
Group Consulting

Room

Ach:15.4 m²

1.014
HCA Treatment Room

Ach:15.8 m²

1.063
SALT

Ach:15.8 m²

1.037
Counselling Room

Ach:5.5 m²

1.064
Public Specimen ACC

WC (HBN)

Ach:4 m²

1.124
Staff ACC WC (Doc M)

Ach:3.9 m²

1.141
Riser

Ach:7.7 m²

1.059
Podiatry Store

Ach:13.6 m²

1.062
Consumables and

General Store

Ach:5.4 m²

1.135A
Lift 3

Ach:5.4 m²

1.130
Lift 1

Ach:5.4 m²

1.131
Lift 2

Ach:18.6 m²

1.100
MFD Printing

Ach:7.2 m²

1.098
1-1 Quiet

Ach:8 m²

1.097
1-1 Quiet

Ach:35.3 m²

1.093
Meeting

Ach:26.8 m²

1.094
Meeting

Ach:13.6 m²

1.092
ICT Hub

Ach:16.9 m²

1.076
Meeting

Ach:6.2 m²

1.051
Equipment Store

Ach:27.7 m²

1.113
Corridor

Ach:75.2 m²

1.111
Corridor

Ach:5.1 m²

1.027
Public ACC WC (HBN)

Ach:12.3 m²

1.101
Beverage Area

Ach:10.4 m²

1.128
Cleaners

Ach:6.3 m²

1.043
Public ACC WC (HBN)

Ach:2.9 m²

1.125A
Staff WC

Ach:5.6 m²

1.028
Bev Bay

Ach:2.7 m²

1.119
Staff WC

Ach:21.6 m²

1.138
Childrens Corridor

Ach:4 m²

1.026
Staff ACC WC (Doc M)

Ach:3 m²

1.095
MFD Printing

Ach:5.3 m²

1.143
Riser

Ach:10.1 m²

1.142
Riser

Ach:29.1 m²

1.116
Corridor

Ach:20.2 m²

1.050B
Childrens Waiting

Ach:6.1 m²

1.145
Childrens Play

Ach:5.1 m²

1.147
Riser

Ach:3.4 m²

1.019A
Staff WC

Ach:4.6 m²

1.155
Staff ACC WC (Doc M)

Ach:33 m²

1.135
Corridor

Ach:1.1 m²

1.146
Switch

Ach:13.4 m²

1.156
Integrated Care

Reception

Ach:2.7 m²

1.158
Public WC

Ach:2.6 m²

1.157
Public WC

4

6

Ach:3.6 m²

1.019B
Staff WC

Ach:43.5 m²

1.050A
Waiting Area

Ach:2.7 m²

1.126
Public WC

Ach:2.3 m²

1.157B
Public WC

Ach:3.3 m²

1.125B
Staff WC

Ach:21.2 m²

1.048
Corridor

Ach:4.7 m²

1.029
Public ACC WC (HBN)
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Seminar Room 24
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Notes:
▪ This drawing is copyright.
▪ Do not scale dimensions from this drawing.
▪ This drawing is to be read in conjunction with all other relevant drawings.▪ All 
discrepancies on this drawing are to be reported to the architect.
▪ Do not modify any element of this drawing.
▪ Use drawing only for purpose(s) issued.
▪ This drawing may contain colour.
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Rev Date Revision Notes Drawn Review

PO1 11/02/19 3 Storey option avoiding diversions selected for go ahead.
General amendments made.

PO2 18/02/19 Updated following strategy workshop with M&E & structural
consultants.

PO3 19/02/19 Occupancy numbers and sign-off box added
PO4 28/02/19 Updated following stakeholder engagement sessions
PO5 11/03/19 Interim for Comment
PO6 23/04/19 Amended to corrected sewer alignment
PO7 01/05/19 Design Development

PO8 17/05/19 All previous revisions updated to include 'P' prefix inline
with BIM execution plan GCH-MS-ZZ-ZZSP-W-3001.
Further design development

JW TK
PO9 29/05/19 Updated following meeting with GMMH JW TK
PO10 09/10/19 Layout as agreed with stakeholders SR TK
PO11 20/12/19 Late Instructions for Design Changes - Post Stage 4 KT TK
PO12 03/01/20 Updated Demises to Suit Clients Request TK SR

C01 18/06/21 Early Warning 022 - Pharmacy Extension.  Construcution
re-issue

JW TK
C02 05/10/21 One Manchester GA Changes AS TK
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