ok

59.175m
W 06 Roof Tank - - - o - - | - - - | - - -
| |
EWR-103 Drained and
back-ventilated rainscreen | KEY PLAN
cladding systems
Genius Prime PPC RAL 7021 |
Ss_25 20 70 25-D | NOTES:
THIS DRAWING MUST NOT BE SCALED.
55.725m
Roof PI | ALL DIMENSIONS ARE TO BE VERIFIED AND CHECKED ON SITE. ANY DISCREPANCIES THAT
7 05 Roof Plant o o o o i o o | S o — - LVR-101 Expanded-metal mesh- ARE, OR BECOME APPARENT SHOULD BE REPORTED TO CHAPMAN TAYLOR.
| glan; sscg%erlgyigemg AREAS INDICATED ARE APPROXIMATE GROSS INTERNAL AREA. THEY RELATE TO THE LIKELY
A | §_25_50_45_45 - AREAS OF THE BUILDING AT THE CURRENT STAGE OF DESIGN. ANY DECISIONS TO BE MADE
| ON THE BASIS OF THESE PREDICTIONS, WHETHER AS TO PROJECT VIABILITY, PRE-LETTING,
e | LEASE AGREEMENTS, OR THE LIKE, SHOULD INCLUDE DUE ALLOWANCE FOR THE INCREASES
| ) AND DECREASES INHERENT IN THE DESIGN DEVELOPMENT AND BUILDING PROCESS.
Drained and back-ventilated EWR-103 Drained and © COPYRIGHT CHAPMAN TAYLOR 2018
rainscreen cladding systems back-ventilated rainscreen
. S_zo_<cU_/0_. Genius Prime PPC RAL 7021
§” 04 Roof Main (SSL) - o o — L9 Ss25207025-D
+51.300!
! |
| EWG-111 Stick curtain walling
e systems
| Ss_25 1020 85-D
48.675m
w7 03 Third - - - — | D |
| EWG-101 Stick curtain walling
) ) ‘ systems
EWG-125 External window | Ss 25 10 20 85-D
systems - ‘
Ss 25 30 95 26-D |
45.075m
W 02 Second . . . . — | . o
\]
EWR-101 Drained and
back-ventilated rainscreen
41.025m cladding systems (type 1-Zinc) 1
!01 First Ss 25 20 70 25-D
EWR-101 Drainedfand
back-ventilated|rainscreen
cladding systems|(type 1-Zinc)
Ss_25 20 70_25
SIEIEIEN Ii=q=ql==]] =] \‘l'H”H‘:ﬁ' I A I\"'H” ElEEEEEE S EE eI
HEEEEEEEEEEEEEEEEEEE SRS =TT T ST =R TR
IEEEEIEEEEEEEEEEEEEEEEREEEEEEEEEEEE E EE R EEE T EEEEE E EEE

E

i

%:
I
T
T
:

- |
w08 astment | |—| | [ —| | |—| | | —|||=I || I I | == |I=]| [—H—M_H_M_ML—%JM &;BJL %@ﬂ =] === (g;\ —m—m—m%u

(E
03 GA Elevation - Proposed North Mancunia
1:100

)

=

Q
<<

59.175m U
w06 Roof Tank | e Y

C05 04.05.2021 RW  UPDATED IN LINE WITH CLIENT INSTRUCTION AK
EAI27.01 & 27.02

| - - - -
20004 : : C04 06.04.2021 RW  UPDATED IN LINE WITH CLIENT INSTRUCTION ~ AK
| EAI029
LVR-101 Expanded metal mesh | | |
plant screen systems | - | C03 04.09.2020 KW  LEVEL CHANGE INCORPORATED AK
55 725 m S8 25 50 45 45-D | | C02 17.072020 AK  RAL COLOUR CHANGED TO RAL7021 AK
’ 1 08.07.2020 AK NSTRUCTION ISSUE AK
05 Roof Plant | | Drained C01  08.07.2020 CONSTRUCTION ISSU
W5 Toof e - - - - - - - — - OB XXX X000 X0 00 — EWR+03 Drainedapd— — — >+ — ——— — ——————— P02 12.06.2020 AK  UPDATED CLADDING ZONE / ADD CURTAIN AK
‘ | I back-ventilated rainscreen WALL
cladding systems
| | Genius Prime PPC RAL 7021 P01 14.04.2020 AK  FIRST ISSUE FOR COMMENT AK
| RIRKE | Ss_ 252070 25-D REV | DATE | BY | DESCRIPTION | cHKD
e Y
CLIENT
EWG-111 Stick curtain walling EWG £ | wind ManCheSter
systems 3 este e 3 e -125 External window =
52.2000r: Roof Main (S5L) Ss_25 10 20 85-D P2 systems Metropolltan
oof Main a Ss_25_30_95 26 -D 2 :
e - e e e - University
PROJECT
EWR-103 Drained and .
sk vemaied anscreen Manchester Metropolitan ~ Room 1.19, Business
cladding systems . » 0 !
genétés 2P(;|rr;((a) le-;C ISAL 7021 Instltute of Sport 6BH, United Kingdom
48.675m R
03 Third - s = - [ o - -
Drained and back-ventilated Series| Cross reference drawings schedule ARCHITECT
rainscreen cladding systems 09 | Fire Strategy/ Compartmentation Drawings
EXVLR;E)% g:ilzusizggi)fgso 15 | Setting-out Drawings / Slab Edge MANCHESTER STUDIO
4 Castle St , Castlefield
EWG-125 External window 20 | GA Plans 1/100 Ma_:s'::%t:fe’jg“iszte ’
systoms 21 | Elevations / Sections 1:100 :”fjj‘:(‘;j’g‘;";%soo
Ss_25_30_95_26-D 22 E|evations / Sections 1:50 CHAPMAN TAYLOR E manchester@chapmantaylor.com
45075 m 23 FI . GLOBAL ARCHITECTS & MASTERPLANNERS www.chapmantaylor.com
oors and Galleries
W 02 Second _ _ _ _ _ _ _ . | 24 | stairs/Cores STRUCTURAL & CIVIL ENGINEER
. Merchant Exchange
25 Details 17-19 Whitworth Street West
L Manchest
27 Roofs “\ c l Irtl I1 s M?r;cweeser
30 Intemal Wa”S I E (r:aer:cﬁggtgrs(;,iurtins‘com
31 External Wall Openings — Doors & Windows
|| 32 | Internal Wall Openings — Doors / Screens SERVICES ENGINEER Unit 10 Olympic Court,
: H Boardmans Way,
34 | Balustrading / Architectural Metalwork @ Whitehills Businss Park,
41.025m | 35 | Suspended Ceiling . Blackpool, FY4 56U
H |
W O01First — S — — -« 000 - - - 42 | Internal Wall Finishes omeon Tel: 01253 760160
43 Floor Finishes Building Services Engineering Email: info@ameon.co.uk
66 | Transport — Lifts / Escalator LANDSCAPE ARCHITECT
EWR-101 Drained and 71 Signage
back-ventilated rainscreen : .
cladding systems (type 1-Zinc) ‘ 74 Sanitary - All Toilets
Ss_25_20_70_25-D | ; 88 | Loose Furniture & Equipment
37.425m 90 External works
{ 0G Ground ] o o ] H o o DRAWING TITLE

e e e e e e e e EiEEEEEEEEIE —

| ::H:H:M:Hz e eEEEETEEEEEEEER PROPOSED NORTH AND EAST
; #HH\‘\‘\‘\‘\‘H \ﬁ \:‘H:‘H_‘M_‘HWH: f —|| < 1 ‘__\ :‘!H:‘:Hﬁ!\ﬁ!\\ﬁ:‘!\ﬁ!\\mm_’!_\!_’!:\!_’!_\!_’
S - — S B — . B S S . S - S - S - S B 1:100
i oeedepront-| | | —| | | —| | |—| [| || /|| =| 1= == == = =1 == =A== A== == E == S =] E \_HJQ\L__H!_W:L_!H_M === = R
‘ o o o o o o o o o o o o o o o o o o e o o o o o S S o S S o o o o o B o o o o o o o o B B89110S 14.04.2020 AK AK CONSTRUCTION

04 GA E|evat|0n _ Proposed EaSt SerV|Ce Yard PROJECT NUMBER [ORGINATOR [ ZONE ~ [LEVEL |TYPE | ROLE | NUMBER [ REVISION
1:100 B89110S CTA XX XX DR A 21101 C05




	Sheets
	09150 - Fire Strategy Elevations
	09151 - Fire Strategy Elevations
	21100 - GA ELEVATION
	21101 - GA ELEVATION
	21110 - GA Elevation - Scoping and Setting out
	21111 - GA Elevation Scoping and setting out
	22207 - North Mancunian Way - Bay 03
	22252 - TECHNICAL ELEVATION
	22254 - TECHNICAL ELEVATION
	22255 - TECHNICAL ELEVATION
	22257 - TECHNICAL ELEVATION
	25405 - Facade Details - Sheet 5 - North


