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NOTES

. THIS LAYOUT SHALL BE READ IN CONJUNCTION WITH ALL

OTHER LAYOUTS, MECHANICAL, ELECTRICAL, ARCHITECTURAL
& STRUCTURAL.

. THIS LAYOUT SHALL BE READ IN CONJUNCTION WITH THE

ELECTRICAL SPECIFICATION.

. THIS LAYOUT SHOWS AN INTENT/PROPOSAL; THE CONTRACTS

OBLIGATION AND DESIGN RESPONSIBILITY ARE DEFINED IN
THE SPECIFICATION.

. ALL OPENING WINDOWS TO BE PROVIDED WITH INTRUDER

ALARM SHOCK SENSORS AND CONTACTS.

. ALL DOORS TO BE PROVIDED WITH INTRUDER ALARM SHOCK

SENSORS AND CONTACTS.

. ALL NON—OPENING WINDOWS TO BE PROVIDED WITH SHOCK

SENSORS.

. EXTRACT FANS IN EN—-SUITES TO BE SWITCHED INDIVIDUALLY.

EXTRACT FAN IN DOWNSTAIRS WC TO BE SWMITCHED WTH
LIGHTING
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