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1. Louvres at high level in the brick work wall above the cremators shall be of the 
recessed type (flangeless) fixed to the brickwork with concealed fixings as per the 
diagram below.  Louvres are to be supplied in a matt colour to match the brickwork. 
 
 

 
 
 

 
 

 
2. Louvres to the windows at high level in the cremator room shall be of the glazed in 

type.   Rebate size to be confirmed by the window manufacturer.  Louvres shall be 
matt Anthracite finish RAL7016.  See section below for louvre fixing details. 
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3. Roof Mounted Fans shall be fixed to the kerb detail with 4 no coach screws as per 
the manufacturer’s instructions.  The Picture below shows the proposed fan in the 
standard colour. The fixing details are shown below. 
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