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System: Aluprof MB-78EI Fire Rated System

Type ES-24 FR

Location Light well (Level 2)

Qrty 1no.

Fire Rating | 60/ 60

Hardware | None

Glazed Internally

Opens Fixed

Cill None

Colour RAL 7022 Matt (Interpon D SL822G)
Notes -
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System: Aluprof MB-78EI Fire Rated System - - = ‘
Type ES-26 FR @‘é 60/60
Location Light well (Levels 3 to 8) = Flrig?/ted
QTyY 6no.
Fire Rating | 60/ 60
Hard Butt Hinges Only
araware | Aov Actuator - Supplied and Fitted By Britplas
Glazed Internally
Opens Side Hung - Open Out
Cill None
Colour RAL 7022 Matt (Interpon D SL822G)
2no. 19mm Dia Stainless Steel D Type Handles,
Face Fixed to Window to Form Barrier.
Notes Actuator to be Fitted on site to Allow

Window to be Opened to 75° To Achieve 1.5m?
Free Area

This drawing (or any part thereof) may not be copied, transmitted
or disclosed to any third party or unauthorized person withaut the
prior written permission of Britplas.
Patent Publication No. 2446730A.
This drawing is to be read in conjunction with all other relevant
drawings prepared by consultants and sub—contractors.

Do not scale from this drawing. Work only to printed dimensions.
Report any discrepancies to the Architect or representatives thereof.

Notes:

Suitable Primary/ Secondary Steelwork not by
Britplas. Steelwork/ Concrete structure tolerance
+/—18mm in any direction Non—accumulative.

Glazing :

POINTING

F1-  43mm thick 60 / 60 FIRE RATED GLASS
6mm low E toughened glass - Outer
12mm Argon with Steel spacer - Cavity
25mm Polflam EI60 - Inner

Intumescent Mastic, colour RAL 7022 (or nearest equivalent), to
be applied internally and externally by Britplas
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