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GENERAL NOTES :

1. ALL SERVICE ROUTES
DETAILED ARE APPROXIMATE.
THE CONTRACTOR SHALL BE
RESPONSIBLE FOR DETERMINING
THE EXACT ROUTES AND
POSITIONS OF ALL INSTALLED
SERVICES AND EQUIPMENT.

2. THE EXACT POSITION OF ALL
SERVICES AND EQUIPMENT
SHALL BE AGREED BY THE

| CONTRACT ADMINISTRATOR.

ﬁ 3. THE CONTRACTOR SHALL BE
RESPONSIBLE FOR FULLY CO-
_ -~ o B ORDINATING ANY SERVICES
INSTALLED WITH THE BUILDING
‘ FABRIC AND SERVICES

INSTALLED BY OTHERS.

| 4. THIS DRAWING SHALL BE READ
IN CONJUNCTION WITH ALL

‘ MECHANICAL, ELECTRICAL,
ARCHITECTURAL AND

STRUCTURAL DRAWINGS,
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AND SPECIFICATION FOR THE
[ N | S | Il - B i - @ WORKS.
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THE SPECIFICATION FOR THE
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6. ALL DIMENSIONS SHOWN ARE
IN MILLIMETRES.
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