
NOTES:

1. ALL SERVICES TO BE SUPPORTED AT

APPROPRIATE INTERVALS IN ACCORDANCE WITH

CURRENT GUIDELINES OR MANUFACTURERS

RECOMMENDATIONS AS APPROPRIATE.

2. FINAL RADIATOR POSITIONS AND PIPE RISE/DROP

LOCATIONS TO BE AGREED PRIOR TO

INSTALLATION.

3. ALL RADIATORS TO HAVE TRADITIONAL STYLE

TERMOSTATIC RADIATOR VALVES (TRV) ON FLOW

AND LOCKSHIELD (LSV) ON RETURN

MANUFACTURED BY DANFOSS.

4. MECHANICAL SUB-CONTRACTOR TO INCLUDE FOR

ALL VALVES NECESSARY FOR AN INSTALLATION

OF THIS NATURE.

5. ALL PIPEWORK ROUTED WITHIN CEILING VOIDS &

RISERS SHALL BE INSULATED.

6. ALL VISIBLE PIPEWORK TO BE SOLDERED

COPPER, POLISHED FINISH.

7. MECHANICAL SUB-CONTRACTOR IS RESPONSIBLE

FOR ACHIEVING CEILING EIGHTS AS PER

ARCHITECTS PLANS.

8. EXISTING HEATING SYSTEM TO BE FLUSHED

PRIOR TO FITTING OF NEW RADIATORS AND

VALVES

- OVERDOOR HEATER THERMOSTAT

- CENTRAL OVERDOOR HEATER CONTROLLER
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ODH

ODH

NEW WALL MOUNTED PANEL RADIATOR

& PIPEWORK AS APPROPRIATE TO

CONNECT TO EXISTING HEATING PIPE

WORK WITHIN CEILING VOID.

ELECTRICAL OVER DOOR HEATER C/W

INTEGRAL TEMPERATURE CONTROLLER

EXISTING/NEW RADIATORS RELOCATED WITH

PIPEWORK MODIFIED AS APPROPRIATE C/W

NEW TRV AND LSV

NEW SUSPENDED ELECTRIC OVER DOOR

HEATED AIR CURTAIN C/W CONTROL UNIT &

THERMOSTATIC CONTROL

EXISTING RADIATOR

TO BE RETAINED

EXISTING RADIATORS & PIPEWORK TO BE

RETAINED AS APPROPRIATE

EXISTING/NEW RADIATORS RELOCATED WITH

PIPEWORK MODIFIED AS APPROPRIATE

NEW SUSPENDED ELECTRIC OVER DOOR

HEATED AIR CURTAIN C/W CONTROL UNIT &

THERMOSTATIC CONTROL

ODH 002 ODH 003

ODH 001

RAD 001

ODH 004

ODH C-ODH

OVERDOOR HEATER THERMOSTAT

CENTRAL CONTROLLER

Ø15mm LTHW F&R DTLL

TO SERVE RADIATORS

EXISTING RADIATORS TO BE RELOCATED

EXISTING RADIATORS

TO BE RELOCATED

RAD 002

RAD 004

RAD 003

2NO. Ø15mm LTHW F&R PIPEWORK

DROPS TO SERVE NEW RAADIATORS

RADIATOR SCHEDULE

REF MANUFACTURER ROOM HEAT LOSS ROOM TEMP. SELECTED LOAD

DIMENSIONS (HxLxD)

RAD 001 STELRAD

STAIR

CHANGE

450W 22°C 689W 600x700 K1

RAD 002 STELRAD STAIR 01 3000W 19°C 3922W 700x2000 K2

RAD 003 STELRAD

DINING

HALL

- 21°C 3003W 2000x700 K2

RAD 004 STELRAD

DINING

HALL

- 21°C 3003W 2000x700 K2

OVERDOOR HEATER

REF MANUFACTURER TYPE DESIGN VOL m³/H

DIMENSION (W x H x D)

CONTROL SFP ELECTRICAL SUPPLY

ODH001 DIMPLEX AC3RH - 605x200x135 INTEGRAL - 230V 1Ph 3KW

ODH002 TEDDINGTON C1-S 200 E 9010 3000 2000x290x560 ERT -

230V 1Ph 50Hz 48A +

400V 3Ph 50Hz 18KW

ODH003 TEDDINGTON C1-S 200 E 9010 3000 2000x290x560 ERT -

230V 1Ph 50Hz 48A +

400V 3Ph 50Hz 18KW

ODH004 TEDDINGTON C1-S 200 E 9010 3000 2000x290x560 ERT -

230V 1Ph 50Hz 48A +

400V 3Ph 50Hz 18KW

NOTE - TEDDINGTON OVERDOOR HEATER TO BE LINKED TO CENTRAL TLC 760 CONTROLLER
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