
ALL DOORS TO BE FITTED WITH INTUMESCENT FIRE STRIPS
NOTE: ALL EXISTING DOORS TO BE REPLACED WITH NEW. ARCHITRAVES & DOORS TO
MATCH RAL 9004 SIGNAL BLACK UNLESS STATED. ALL DOORS TO BE FITTED WITH DOOR
LINERS & DOOR STOPS UNLESS STATED

DOOR LOCATION TYPE FIRE
RATED

SELF
CLOSER

WALL
THICKNESS

DOOR
PLATE

VISION
PANEL

DF:01 OFFICE

DOOR TYPE A
SEE DRG TBC ELEVATIONS FOR MORE INFORMATION

DOOR TYPE B
1 HR FR  BLACK LAMINATED HARDWOOD EDGED AND STAINED DOOR WITH SELF
CLOSE DEVICE AND VISION PANEL. HAFELE SATIN STAINLESS STEEL D PULL  AND 
PUSH PLATE TO RELEVANT SIDE. 1 1/2 PAIRS  SS BUTT HINGES AND 200mm  HIGH
SSS KICKPLATE TO BOTH SIDES

DOOR TYPE C
BLACK LAMINATED AND HARDWOOD EDGED DOOR WITH SSS PART M COMPLIANT
DOOR FURNITURE  INCLUDING PULL BAR AND LOCKING MECHANISM WITH INDICATOR.
1 1/2 PAIRS  SS BUTT HINGES AND 200mm  HIGH SSS KICKPLATE TO BOTH SIDES

DOOR TYPE D
STANDARD FLUSH DOOR BLANK DECORATED TO COLOUR SCHEDULE, SSS HAFELE
D PULL HANDLE AND PUSH PLATE, SSS DOOR STOPS, 200mm HIGH SSS KICK PLATE 
AND DIGI LOCK

DOOR TYPE E
BLACK LAMINATED HARDWOOD EDGED DOOR WITH SSS BACK TO BACK HAFELE D 
HANDLES SSS LOCKING MECHANISM WITH INDICATOR. 1 1/2 PAIRS SS BUTT HINGES, 
SELF CLOSER AND 200mm HIGH KICK PLATE

DOOR TYPE F
EXISTING EMERGENCY ESCAPE DOOR. REFURBISH AND REDECORATE TO COLOUR
SCHEDULE. FIT NEW LOCKING MECHANISMSINCORPORATING EMERGENCY BREAKOUT
OVERRIDE AND WIRE DOOR TO ALARM SOUNDER AUDIBLE AT KITCHEN

DOOR TYPE G
HALF HOUR SELF CLOSING BLACK LAMINATED AND HARDWOOD EDGED DOOR WITH
VISION PANEL. 1 1/2 PAIRS SS BUTT HINGES , STAINLESS STEEL HAFELE D HANDLES 
BOTH SIDES WITH BALL CATCH . 2OOmm HIGH SS KICK PLATE TO EACH SIDE

DF:02

DF:03

DF:04

DF:05

WC LOBBY 30 MINS 100 NOYES WC

DF:06 G 30 MINS 100 YESYES PRIVATEESCAPE ACCESS

CLEANER'S CUP'D D 100 NON/A30 MINS YES

NOTE: ALL STRUCTURAL WORK TO BE CONFIRMED BY
STRUCTURAL ENGINEER - TO BE APPOINTED BY MAIN 
CONTRACTOR

MAIN CONTRACTOR TO CARRY OUT OWN SURVEY AND
SETTING OUT AND PREPARE 1:20 CO-ORDINATED SERVICES
AND JOINERY MANUFACTURE DRAWINGS - ALL DIMENSIONS 
TO BE VERIFIED WITH EQUIPMENT SPECIFICATION TO
ENSURE SPACE ALLOWANCE

Existing partitions to be removed

30 Min RATED PARTITION WALL:
70mm C stud at 600mm centres fixed in sole and head 
channels in accordance with manufacturers specifications.
70mm thick APR insulation between studs. Apply 1 layer 
15 mm fireline board to each side taped and filled smooth 
ready to receive decorations. 

EXISTING STRUCTURE:

60 Min FIRE RATED PARTITION WALL:
70mm C stud at 600mm centres fixed in sole and head 
channels in accordance with manufacturers specifications.
70mm thick APR insulation between studs. Apply 2 layers 
15 mm fireline board to each side taped and filled smooth 
ready to receive decorations. 

BOH Skirtings: allow for supply and fitting of 10mm x 15mm
SW skirtings throughout. Sanded smooth, prepared and 
painted one coat primer and 2 coats Dulux soft sheen

NOTES:  

- NO FLAMMABLE SUBSTANCES TO BE STORED IN DRY STORE
 
- ALL GLAZING TO BE INSTALLED IN ACCORDANCE WITH THE 
REQUIRMENTS OF DIAGRAM 10.1 IN ADK.

- ESCAPE ROUTES TO BE USED WITHOUT USE OF KEY WITH READILY 
APPARENT SIMPLE FASTENINGS AND AUTOMATED DOORS FAIL-SAFE TO 
OPEN ON THE ACTIVATION OF THE FIRE ALARM. 
ELECTRONICALLY-POWERED LOCKS MUST HAVE SUFFICIENT MEASURES 
PUT IN PLACE TO ENSURE THEY RETURN TO THE UNLOCKED POSITION IN 
CIRCUMSTANCES OF: DETECTION OF THE FIRE ALARM SYSTEM, LOSS OF 
POWER / SYSTEM ERROR, SECURITY MECHANISM OVERRIDE IS 
ACTIVATED.

- NEW SERVICES PASSING THROUGH WALLS, FLOORS OR CAVITY 
BARRIERS PROVIDING FIRE RESISTANCE ARE TO BE PROVIDED FIRE 
STOPPING (FIRE MASTIC, FIRE BATTS, FIRE COLLARS ETC. ANY KITCHEN 
DUCTWORK INSTALLED WHICH PASSES THROUGH PROTECTED AREAS 
MUST EITHER BE FIRE RESISTING OR A 30 MIN FIRE RATED ENCLOSURE 
MUST BE INSTALLED AROUND THE DUCTWORK. 
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NOTE :GRADE II LISTING
NO FIXING INTO WALLS OR CEILINGS TO BE CARRIED
OUT UNTIL APPROVED BY LANDLORDS

BUILDERS WORK : FIRST FLOOR

PLAN AS PROPOSED: First Floor
scale 1:100

METRES
0 1 2 3 4 5

AREA: FF- 1740 sqft

DOWN  TO 
  STREET

distribution
board

UP FROM
GROUND

STAIR VOID

Exposed brickwork to this
curved wall to be retained

PLANT

MANCHESTER OXFORD RD

INDICATES NEW OPENING FORMED IN EXISTING
FLOOR TO ALLOW HVAC DUCTING PASSAGE.
ALL OPENINGS TO BE SUITABLY TRIMMED TO
ENGINEERS DETAILS AND SUITABLE FIRE
STOPPING APPLIED TO CONFORM WITH REGS

FEMALE WC

MALE WC

STAIR
VOID

  WC
LOBBY
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STATUS

Copyright  of this drawing  is reserved  by 
o1 creative  and issued on condition  
that it is not copied , reproduced  or 
disclosed   either  wholly  or in part  without  
the written  permission  of o1 creative

69 OLD ST  
LONDON  EC1V 9HX
TEL : 0207  100 1178                       

DO NOT SCALE FROM THIS  DRAWING . 
CONTRACTORS  MUST  VERIFY ALL DIMENSIONS  ON SITE 
PRIOR  TO COMMENCING  WORKS .

ANY DISCREPENCIES  NOT BROUGHT  TO THE ATTENTION  
OF O1 CREATIVE  BECOME  THE RESPONSIBILITY  OF THE
CONTRACTOR  / FABRICATOR  INVOLVED .

THIS DRAWING  IS TO BE READ IN CONJUNCTION  WITH ALL 
THE  SPECIFICATIONS  AND ALL RELEVANT  DESIGNER ,
ENGINEERS   SERVICES  AND SPECIALIST  CONTRACTORS
DRAWINGS .

THE WORKS  DESCRIBED  IN THIS DRAWING  SHALL BE 
UNDERTAKEN  IN ACCORDANCE  WITH THE CURRENT  
HEALTH  & SAFETY  LEGISLATION  AND THE HEALTH  & 
SAFETY   DOCUMENTATION  PREPARED  BY THE 
PLANNING  SUPERVISOR  FOR THE PROJECT.
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