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Proposed single storey extension

Proposed rumpus room
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achieving town planning approval only.
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Provide rebate to structural flooring
to allow door threshold to finish flush
with internal FFL. Confirm required
depth with window/door
manufacturer and allow additional
height to door, typical for all external
opening doors

Kitchen design and detail by others.
Confirm exact requirements with
owner prior to setting out

Provide mechanical exhaust to
kitchen 30l/s over the hob or 60l/s
elsewhere.
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Existing walls to be demolished
shown grey dashed. Refer to
structural engineering drawings
for new steelwork design and
detail

Assumed location of drainage
to adjoining property. Confirm
exact location on site and
obtain build-over agreement
through project building
inspector prior to commencing
building works

Confirm all finishes and final
layout with owner

Approx. boundary location. All dimensions to be confirmed on site
and all new works to be positioned within site boundary
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Legend

Refrigerator
Wall oven
Dishwasher
Shower
Sink
Laundry tub
Vanity basin

Refer to General Notes For Details

***All structure shown as graphic
representation: please refer to structural
engineering package for exact details of
footings, concrete slab, timber framed
floors, wall & roof framing***

R1
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Roof Type 1
Downpipe
Overflow pop
Hopper
Floor gully
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MF

Store
Walk in wardrobe
Hosecock
Wall type 1
Wall type 2
plumbing stack
metal flashing

Notes
- Do not scale this drawing. All dimensions are to be verified on site and any discrepancies reported before
commencement of any work or shop drawings
- All new windows and doors sizes indicated are to structural openings and to be site measured. Window style/
detailing and opening sash locations to be confirmed and approved by owner prior to fabrication. All new
windows require means of escape with an unobstructed openable area of 0.33sq.m. and at least 450mm high
and 450mm wide. The bottom of the openable area should not be more than 1100mm above floor level. All
windows to achieve the minimum U values specified in the British Standards.
- All floors (suspended or on ground) walls and roofs are to be insulated and achieve at least the
minimum U values listed under Approved Document Part L of the British Regulations.
- Confirm all finishes and materials with owner.
- Provide DPC 150mm min. above natural ground to all masonry walls.

***All works to be constructed in accordance with accredited construction details***

Legend Notes on setting out

A Amend A 12.07.21
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Velux skylight 1340 (w) x 1398
(l). Install in accordance with
manufacturers
recommendations and confirm
blind/opening requirements
with owner

Gutter to match existing

New roof tiles to match
existing. Use 'Redlands Regent
tiles' https://redland.co.uk/
products/profile-range/regent
or equal approved tile that is
suitable for a 12.5 degree pitch.
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Approx. boundary location. All dimensions to be confirmed on site
and all new works to be positioned within site boundary
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***All opening sizes are to structural openings***

sill height above FFL
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FR = Fire rated door where requiredref.
wo.
dw
shr.
s
t
vb

Legend

Refrigerator
Wall oven
Dishwasher
Shower
Sink
Laundry tub
Vanity basin

Refer to General Notes For Details

***All structure shown as graphic
representation: please refer to structural
engineering package for exact details of
footings, concrete slab, timber framed
floors, wall & roof framing***
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Roof Type 1
Downpipe
Overflow pop
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Notes
- Do not scale this drawing. All dimensions are to be verified on site and any discrepancies reported before
commencement of any work or shop drawings
- All new windows and doors sizes indicated are to structural openings and to be site measured. Window style/
detailing and opening sash locations to be confirmed and approved by owner prior to fabrication. All new
windows require means of escape with an unobstructed openable area of 0.33sq.m. and at least 450mm high
and 450mm wide. The bottom of the openable area should not be more than 1100mm above floor level. All
windows to achieve the minimum U values specified in the British Standards.
- All floors (suspended or on ground) walls and roofs are to be insulated and achieve at least the
minimum U values listed under Approved Document Part L of the British Regulations.
- Confirm all finishes and materials with owner.
- Provide DPC 150mm min. above natural ground to all masonry walls.

***All works to be constructed in accordance with accredited construction details***

Legend Notes on setting out

A Amend A 12.07.21
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NOTES
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achieving town planning approval only.
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(W1) New brickwork to
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(W1) New brickwork to
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ground floor

first floor

ground floor
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***All opening sizes are to structural openings***
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Legend
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Refer to General Notes For Details

***All structure shown as graphic
representation: please refer to structural
engineering package for exact details of
footings, concrete slab, timber framed
floors, wall & roof framing***
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Roof Type 1
Downpipe
Overflow pop
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Notes
- Do not scale this drawing. All dimensions are to be verified on site and any discrepancies reported before
commencement of any work or shop drawings
- All new windows and doors sizes indicated are to structural openings and to be site measured. Window style/
detailing and opening sash locations to be confirmed and approved by owner prior to fabrication. All new
windows require means of escape with an unobstructed openable area of 0.33sq.m. and at least 450mm high
and 450mm wide. The bottom of the openable area should not be more than 1100mm above floor level. All
windows to achieve the minimum U values specified in the British Standards.
- All floors (suspended or on ground) walls and roofs are to be insulated and achieve at least the
minimum U values listed under Approved Document Part L of the British Regulations.
- Confirm all finishes and materials with owner.
- Provide DPC 150mm min. above natural ground to all masonry walls.

***All works to be constructed in accordance with accredited construction details***

Legend Notes on setting out

Proposed East Elevation

Proposed West Elevation

General Note:
All new materials shown hatched for clarity

***APPROX LEVEL CHANGE INDICATED. CONFIRM ON SITE***

***APPROX LEVEL CHANGE INDICATED. CONFIRM ON SITE***
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NOTES

These drawings are for the purpose of
achieving town planning approval only.
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to be verified on site and any discrepancies
reported before commencement of any
work.
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(W1) New brickwork to
match existing

(R1) New tiles to match
existing

(W1) New brickwork to
match existing (W1) New brickwork to

match existing
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***All opening sizes are to structural openings***

sill height above FFL
(w) x (h)

FR

FR = Fire rated door where requiredref.
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Legend
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Refer to General Notes For Details

***All structure shown as graphic
representation: please refer to structural
engineering package for exact details of
footings, concrete slab, timber framed
floors, wall & roof framing***
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Notes
- Do not scale this drawing. All dimensions are to be verified on site and any discrepancies reported before
commencement of any work or shop drawings
- All new windows and doors sizes indicated are to structural openings and to be site measured. Window style/
detailing and opening sash locations to be confirmed and approved by owner prior to fabrication. All new
windows require means of escape with an unobstructed openable area of 0.33sq.m. and at least 450mm high
and 450mm wide. The bottom of the openable area should not be more than 1100mm above floor level. All
windows to achieve the minimum U values specified in the British Standards.
- All floors (suspended or on ground) walls and roofs are to be insulated and achieve at least the
minimum U values listed under Approved Document Part L of the British Regulations.
- Confirm all finishes and materials with owner.
- Provide DPC 150mm min. above natural ground to all masonry walls.

***All works to be constructed in accordance with accredited construction details***

Legend Notes on setting out

North Elevation South Elevation

East Elevation West Elevation
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