external

section

proposed floor level

existing floor level

01  new aluminium window (openable)
02 existing curved brickwork reveal
03 existing stone cill
04 new internal glazed balustrade (face fixed to existing brick
wall)
05 existing stone cornice (cleaned + repaired where necessary)
06 new lintel
07 existing escape stair to be retained (non-accessible)
08 brick infill o match existing
09  powdercoated aluminium slim louvre set within window frame
for intake/extract of required background ventilation to commercial
units
10 100 x 100 RSA to support new struc. opening

independant lining system to protect tanking to |.ground floor
12 window removed/open aperture for deck ventilation
13 steel flat balustrading ® powdercoated finish
14 metal planter for guarding protection to open aperture

15 drainage spiggot
rawlplug threaded studs + tapered washers to suit existing
brick reveal condition
17

adjustable feet supports for planter

existing stone surround detailling

existing rubble stone masonry

existing decorative cast iron grille cleaned + reinstated
new aluminium window (fixed)

of window framing tbc with fo
9

of window system.

brick arch varies between elevations. arch type
depicted relates to canal street and gable
elevations.
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