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2 ALL TIMBER JOISTS BOARDED TO UNDERSIDE TO 
ACHIEVE FIRE RATING. 
SEE DETAIL A 0017
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NEW STAIR TO ACCESS BASEMENT IN NEW 
BUILD AREA OF SITE

M&E KIT TO BE FITTED INTO BASEMENT.

5 BASEMENT OF OUTRIGGER TO BE REMOVED 
AND FILLED WHERE NECCESSARY TO ALLOW 
CONSTRUCTION OF NEW BUILD BASEMENT.
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4 EXISTING OPENING TO BE BLOCKED UP. 
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6 OPENINGS MADE AT HIGH LEVEL ONTO 
PAVEMENT, TO ALLOW INSTALLATION OF 
SUPPLY AND EXTRACT GRILL FOR VENTILATION 
AND HEAT RECOVERY. SERVICES GROUND 
FLOOR OFFICES THROUGH FLOOR DIFFUSERS.
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