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Weathermaster encasement to be 
removed back to structure, throughout

Blinds to be removed, throughout

Signage to be removed on half landing

Signage to be removed on half landing

External finishes to staircore to be 
removed back to plaster. Skirting to be 
retained

External finishes to staircore to be 
removed back to plaster. Skirting to be 
retained

Riser and external finishes to be 
retained under these works

Riser and external finishes to be 
retained under these works

All columns to have finishes removed 
back to plaster. Timber beading on 
corners to be removed. Skirting to be 
retained

Perimeter walls of core to have external 
finishes removed back to plaster. 
Skirting to be retained

Male and female on floor WCs fully 
stripped out

Female half landing WCs fully stripped 
out.

Sink and wall tiling to service corridor to 
be removed

Lift lobby timber work to be retained 
under these works. Wall signage and 

equipment (excl. those associated with 
lifts) to be removed as per services 
drawings. Flooring stripped back to 

screed

Staircore and external finishes to be 
retained under these works

Flooring to be stripped back to screed

Telelift and hatches into riser to be 
removed within office space. Telelift 
within riser to be remain in adjacent 
riser under these works

Signage and corner protection in 
staircore to be removed

Small power/data/heating controls etc
to be removed from walls and columns
throughout, as detailed on services 
drawings. Plaster to be locally removed
to enable associated wire removal.

NOTE: Any original finishes exposed following 
removal of visible surface subject to watching brief
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All dimensions to be checked on 
site by contractor.

Contractor to report any dimensional 
discrepancies, errors or omissions 
prior to commencing on site.
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Fabric to be removed

KeyPlan Ref.

Weathermaster carcass to be removed

Sanitaryware/ fixed furniture/
doors/telelift/signage/corner protection 
to be removed

Flooring removed to expose screed. 
Floorboxes and skirting retained

Carpet to be removed, retaining 
terrazzo and skirting
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