Co2 ZONE CALCULATIONS

Practical Limits Calcs Co-Op Combrogk.
R744 Charge kg | 75 .
Location Volume m3 Level kg/m3 | Limit kg/m3 | LD Required
Warehouss 215 0.399 01 Yes
Chiller CATO 28 2.679 0.1 Yes
Sales Floar 618 0,121 01 Vg
Plant N/A 01 Mo
R290 Charga Kg | 0.14
Location Volume m3 Lewel kg/m3 | Limit kg/m3 | LD Required
Freezes 24 0.006 0.008 Mo
Coop  Cornbrosk Quote
Oty Crescription Fart Mo

3 02 Rermote Detectar B-51-5PIR-R1

3 Spir Control Box P-51-5plr-A

1 Sensor Cabde 15m P-RT-V215m

6 Blue beacon, Buzzer P-P1-44-058CHXN1801

3 Blarm Test Button P-51-5Pir 24TH2

3 Protective Bracket P-53-46-3550

3 Beacon Interface Board P-51-46-3410

1 Power Interface Box 4 Way P-51-46-5450

1 USE R5485 Mod Bus PROG23 P-L2-PROG2IB

k] Internal Warning Sign P-P1-w1

3 External Warning Sign P-PL-W2

1 Commissioning 1 day
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