
Gas Protection Measures Certificate 

Gas Protection Measures Certificate 
Site: Princess Road, Manchester  

Date:  4/11/2018 Project Number: 12-396 

Project Manager: R Horseman E3P Engineer: Mike Whittaker 

Plots Numbers Validated: Lift Pit 

General Condition of Membrane 

 

The membrane comprised a Visqueen 
Ultimate Geoseal gas membrane (black) 
resistant to radon, carbon dioxide, 
methane, BETEX and VOC.  The 
photographs below show the typical 
membrane within the units and E3P can 
confirm there were no holes or rips at the 
time of inspection.   

 

 
 

Conclusions and recommendations 

The proposed development falls into the bracket of Characteristic Situation 2 / Amber 2. Based on the 
information provided within this report, the site inspections and photographic evidence, E3P can confirm that 
Lift  has been installed with gas protection measures in accordance with this characteristic situation to an 
acceptable level of workmanship and to provide further comfort that the proposed residents would be at no 
unacceptable risk.  

 


