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Egerton House

2 Tower Road
Birkenhead

Wirral  CH41 1FN
Tel: 0151 650 6905
Mobile: 07970370383

To Whom it may Concern

Reference : Planning Approval 109948/F0/2015/N2 — Eastbank Phase 2 — X1 Developments — X1 Plaza, Ancoats

We would take this opportunity to confirm the drainage has been installed in accordance with CDN/18/0011 (D01
Revision N) & (403 — A) as previously submitted to planning.

Sections of the drainage has been inspected by MDA on installed and a full and comprehensive CCTV survey and
drainage survey has been undertaken. (This survey is available upon request)

We can record the attenuation has been installed as per the above and have attached photographs of the works.

We would also record the hydro break has been installed in accordance with the specifications Vortex Flow controller
D6 providing a discharge rate of 38 Litres

We trust this is acceptable .
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