
2

216

Artex ceilings, shelving etc.
New doors in outrigger

Lightwell over staircase, suspect new rooflight 
over. Evidence of current water ingress to be 
confirmed when access available.

Conservation rooflight

SVP

Existing door retained 
& reverse hung

Existing door 
retained 

LED

LED

LED

LED

New door  

SD

Carpet runner and 
staircase restored. 
Handrail stained, 
balustrades painted 
white

Oak grey herringbone timber 
floor 

Chandelier

Chandelier

Approximate position of existing window

Second Floor
72m2 (775ft2)

Bedroom 3
14.2m²

Bedroom 4
15.4m²

Staircase
11.7m²

Bedroom 5
16m²

WC
1.1m²

W2/1 W2/2 W2/3

W2/4

W2/5

Tiled floor with 
underfloor  heating

Ceiling mounted extract fan

SVP

New 
door  

Passive Ventilation to Bedrooms 
Glidevale A161 air extracts terminals (colour white) are to 
be positioned in the bedroom ceilings. In locations where 
access available directly into the roof space, terminals are 
to connect with insulated flexible ducting (F1252) and 
terminate in the preformed lead ‘slate’ vent fixed at roof 
level. 
When positioned at first floor, air extract terminals are to 
connect to flat channel ducting (FCD1) in floor void and 
partition walls leading to roof space. From there, insulated 
flexible ducting (F1252) to be used to vent at preformed 
lead ‘slate’ vent fixed in roof finishes.
Proprietary slate vent terminal by 'Just Lead Workshop', 
Edenbridge, Kent, TN8  (Tel:   07899096860). (Rev H).

New 
opening

New wall

New 
door  

1825

31
00

1911

945

Dressing Room
6m²

Ensuite
6.5m²

Existing door 
retained 

Existing historic windows to Bed 3 & Dressing 
(W2/1, W2/2 & W2/3) to be repaired and 
overhauled to retain character. Existing 
rebates to frames and astragals are to be 
carefully routed out approximately 5mm to 
suit new 12mm Pilkington’s slimline double 
glazed, sealed units (4/4/4) with clear float 
toughened glass outer pane (Rev H).

Existing poor‐quality modern windows 
W2/5 to be replaced with 45mm internal 
double glazed (slimline) balanced sliding 

casement to match existing historic 
windows. Slimline double‐glazed unit to 

be 12mm (4/4/4) with clear float 
toughened glass outer pane (Rev H).

Existing historic windows to Bed 5 (W2/4) to 
be repaired and overhauled to retain 

character. Existing rebates to frames and 
astragals are to be carefully routed out 
approximately 5mm to suit new 12mm 

Pilkington’s slimline double glazed, sealed 
units (4/4/4) with clear float toughened glass 

outer pane (Rev H).

New 
door  

New 
door  

Flat channel ductwork routed 
through partitions and floors 
where required to lead roof 

slate termionals (Rev H)

All SVP are to terminate in the 
preformed lead ‘slate’ vent fixed at roof 
level. Proprietary slate vent terminal by 
'Just Lead Workshop', Edenbridge, Kent, 

TN8  (Tel:   07899096860).  (Rev H).

Internal door pattern to match existing

           Amendments shown in blue and bubbled
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Nilesh Bhatt

13 St John Street,
Manchester

Proposed Second Floor

HP VS 30/09/19

3521 211S2
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Building Regulations

1 : 50
02 Second Floor as Proposed

Note:
a) Strip out existing toilets and doors as indicated on 106 Demolition Plan
b) Allow £15K provisional sum for bathrooms
c) Install radiators and power points
d) All lighting to be controlled from Ipad/Iphone setting as well as switches 
e) All plaster details to be repaired, cleared of paint and redecorated
f) Allow for new partition to form ensuit and alterations

0

SCALE 1:

2.521.510.50.5

m50

Rev Date Int Description
A 29/07/19 VS Scale bar added
B 31/07/19 VS Area added
C 09/09/19 HP Room areas

D 30/09/19 HP Amendment to show rear window second
floor

E 03/12/19 HP Amendments following Interior Designer
comments

F 09/01/20 HP Amendmenst shown in blue

G 10.03.20 HP Amendment window bathroom as per client
comments

H 27.05.20 AP Revised for Planning
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