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OBSERVATION

DIAGONAL CRACK TO WALL EVIDENT TO BOTH SIDES. CRACK
EXTENDS FULL HEIGHT. EXISTING MONITORING POINTS 25-27.

DIAGONAL CRACKING TO WALL EVIDENT TO ONE SIDE ONLY.

LONG STRAIGHT CRACK TO FLOOR SCREED.

DIAGONAL CRACKING TO WALL EVIDENT TO ONE SIDE ONLY.

DIAGONAL CRACK TO WALL EVIDENT TO BOTH SIDES. CRACK EXTENDS FULL
HEIGHT. EXISTING MONITORING POINTS 46-48.

CRACK TO SOFFIT
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CRACK TO PLASTER BETWEEN FLOOR AND WINDOW CILL

CRACKS TO FLOOR SCREED

DIAGONAL CRACKING TO WALL EVIDENT TO ONE SIDE ONLY.

FULL HEIGHT STRAIGHT CRACK TO PLASTER AT ROOM CORNER.

LOW LEVEL CRACK BETWEEN WALL AND DOOR EVIDENT TO ONE SIDE ONLY.

DIAGONAL CRACK TO WALL EVIDENT TO BOTH SIDES. CRACK EXTENDS FULL
HEIGHT. EXISTING MONITORING POINTS 38-39.

RETURN WALL CRACK — WALL PULING AWAY

NOTES:

1. THIS DRAWING IS TO BE READ IN CONJUNCTION WITH
ALL RELEVANT ARCHITECTS AND ENGINEERS DRAWINGS AND
SPECIFICATIONS.

2. DO NOT SCALE THIS DRAWING.

5. ALL DIMENSIONS ARE IN MILLIMETRES UNLESS NOTED
OTHERWISE.

4. DRAWING TO BE READ IN CONJUNCTION WITH DETAILED
VISUAL SURVEY REPORT BY CURTINS CONSULTING.

DIAGONAL CRACKING TO THE WALL

250MM DP STEEL BEAM CORRODED

FOR CONTINUATION REFER TO DRG 10-02-02

PLAN _ON EXISTING SECOND FLOOR
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