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DO NOT SCALE FROM THIS DRAWING
DIMENSIONS TO BE CHECKED ON SITE

NOTE:
Floor to ceiling height - 4.09m

Ino. layer of 15mm Gyproc SoundBloc with 3mm skim, Ino. layer of 15mm Gyproc FireLine with 3mm skim,
on 92mm Gypframe 'C' studs at 600mm centres. on 92mm Gypframe 'C' studs at 600mm centres.
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Wall Type A - 30 min fire resistance Wall Type B - 60 min fire resistance
British Gypsum System Ref: A206261 British Gypsum System Ref: A206265
Max. height: 4.7m Max. height: 4.7m

I3mm thick gypsum plaster either side of
100mm solid dense blockwork leaf.
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Churchgate Basement

Wall Type C =120 min fire resistance
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