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|~ NEW 630 INCOMING WATER MAIN

TO ENTER EXISTING BASEMENT AT
SUITABLE POINT PRIOR TO RISING

TO ABOVE.

EXACT POSITION SUBJECT TO SITE
ACCESS TO EXISTING TANK ROOM.
BREAK TANK/ BOOSTER UNIT WILL

BE REQUIRED TO PUMP MCWS UP

TO TANK ROOM.

™~ EXISTING WATER MAIN SERVING

RESTAURANT TO BE RETAINED.

INCOMING WATER SERVICES

\Z

L — 2-WAY INLET BREACHING VALVE
WITHIN VALVE BOX CONFORMING
TO BS 5041 PARTS 3 & 5.

l 100mm DRY RISER TO RISE WITHIN
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STAIRWAY AND SET ACROSS TO
RISER POSITION.

EXACT LOCATION SUBJECT TO
CO-ORDINATION WITH ARCHITECT.

NEW DRY RISER INLET
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