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EXISTING 50mm DRAINAGE STACK TO BE RETAINED. EXISTING WASTE FLOAT TO BE STRIPPED OUT AND NEW 40mm WASTE FLOAT EXTENDED TO SERVE SINK IN FITTERS ACCOMMODATION
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40mm WASTE FLOAT ROUTE TO CONNECT TO EXISTING CONNECTION POINT
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EXISTING 100mm WC & 32mm WHB WASTES STRIPPED BACK TO STACK. STACK TO BE MADE GOOD AND RETAINED.  CONNECTION POINT WAS NOT ACCESSIBLE AT TIME OF SURVEY AND WILL REQUIRE FURTHER INVESTIGATION BY THE CONTRACTOR
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WASTE CONNECTION FROM FOOT WASH TO CONNECT TO SANIFLO SANISPEED+ DRAINAGE PUMP
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WASTE TO RUN IN CV WITH 1:80 FALL AND CONNECT TO EXISTING CONNECTION POINT
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32  PUMPED WASTE RISE TO HIGH LEVELWITHIN CEILING VOID
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GENERAL  1. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL OTHER PROJECT THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL OTHER PROJECT DOCUMENTATION. 2. SERVICES DETAILED ON THIS LAYOUT DRAWING HAVE BEEN ZONALLY CO-ORDINATED SERVICES DETAILED ON THIS LAYOUT DRAWING HAVE BEEN ZONALLY CO-ORDINATED ONLY; IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO UNDERTAKE THE FINAL DETAILED CO-ORDINATION OF ALL SERVICES AND BUILDING ELEMENTS. 3. THE ELECTRICAL SERVICES DETAILED DESIGN AND INSTALLATION SHALL FULLY COMPLY THE ELECTRICAL SERVICES DETAILED DESIGN AND INSTALLATION SHALL FULLY COMPLY WITH; AND BE CARRIED OUT IN ACCORDANCE WITH THE PROJECT DOCUMENTATION; BUILDING REGULATIONS (ALL PARTS AS APPLICABLE) THE LATEST IEE WIRING REGULATIONS (BS7671), GUIDANCE NOTES, CIBSE GUIDES, ALL REQUIREMENTS OF BUILDING CONTROL, ALL REQUIREMENTS OF THE FIRE OFFICER, THE CLIENT SPECIFICATION/REQUIREMENTS/EXPECTATIONS AND ALL BS/BSEN STANDARDS APPLICABLE TO EACH SERVICE. 4. A PROGRAMME OF WORKS DETAILING DATES FOR SUBMISSION OF DETAILED DESIGN A PROGRAMME OF WORKS DETAILING DATES FOR SUBMISSION OF DETAILED DESIGN AND WORKING DRAWINGS AND OTHER DOCUMENTATION SHALL BE PREPARED AT THE START OF THE CONTRACT BY THE CONTRACTOR. ALL PARTIES SHALL AGREE WITH THIS PROGRAMME OF DOCUMENT SUBMITTAL. 5. SUBMISSION OF ALL DETAILED DESIGN AND WORKING DOCUMENTATION SHALL BE SUBMISSION OF ALL DETAILED DESIGN AND WORKING DOCUMENTATION SHALL BE ISSUED IN A TIMELY MANNER IN ORDER TO ALLOW THE CLIENTS PROFESSIONAL TEAM SUFFICIENT TIME TO REVIEW ITS CONTENTS PRIOR TO COMMENCING INSTALLATION WORKS OR PROCURING MATERIALS. THE CLIENT AND HIS PROFESSIONAL TEAM SHALL ONLY PASS COMMENT ON THE DOCUMENTATION AND NOT APPROVE THESE ITEMS. 6. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DETAILED DESIGN OF ALL FIRE THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE DETAILED DESIGN OF ALL FIRE ALARM AND VOICE ALARM SERVICES BASED UPON THE DESIGN INTENT INDICATED ON THE LAYOUT DRAWINGS AND PROJECT DOCUMENTATION. 7. ALL MOUNTING HEIGHTS FOR OUTLETS/ACCESSORIES SHALL COMPLY WITH PART M ALL MOUNTING HEIGHTS FOR OUTLETS/ACCESSORIES SHALL COMPLY WITH PART M BUILDING REGULATIONS. 8. ALL OUTLETS SHALL BE SITED AND SELECTED SUCH THAT FINISHES CONTRAST ALL OUTLETS SHALL BE SITED AND SELECTED SUCH THAT FINISHES CONTRAST BETWEEN SURFACES IS FULLY COMPLAINT WITH THE REQUIREMENTS OF PART M BUILDING REGS.
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FOOT WASH ADDED
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