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New opening cut into existing
brick wall to take smoke vent

louvre - sized 1100x600mm. With
duct connection into the vertical

smoke shaft located in lightwell

33
3010

38

Ø 850

vertical duct

4th Floor Local Plan - High Level
Scale: 1:20

2

600

11
00

600

11
00

Typical Internal Elevation (Floors 1-3)
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Carefully remove 2 no. timber sash windows and mullion.
Form new fire rated blockwork opening to take smoke vent
louvre - sized 600x1100mm. With duct connection into the

vertical smoke shaft located in lightwell. Retain window
architrave. Top of smoke vent to be higher than top of door

into stairwell. Dims to be checked on site.

Plastered finish to new blockwork infill. Render to external
face.

Typical Floor Plan (Floors 1-3)
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