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SEE DETAIL A

CONTRACTOR TO INCLUDE TO
FLUSH, COMMISSION &
RE-CHLORINATE ALL DOMESTIC HOT
& COLD WATER PIPEWORK.

CONTRACTOR TO INCLUDE TO
RELOCATE DOOR STOPPER

SLIGHTLY FORWARD DUE TO
DEPTH OF NEW ELECTRIC

STORAGE HEATER & TO AVOID
DAMAGE TO NEW ELECTRIC

STORAGE HEATER

CONTRACTOR TO RELOCATE NEW
ELECTRIC DHWS CYLINDER TO
SIDE/CORNER OF PLANTROOM

ONCE ALL STRIPPING OUT WORKS
HAVE BEEN COMPLETED TO ALLOW

FOR MORE MANEUVERABILITY
WITHIN PLANTROOM

D

DF1

DESTRATIFICATION FAN
CONTROLLER LOCATION
TO BE AGREED ON-SITE

ESH1 ESH1 ESH1 ESH1

ESH1

ESH1

ESH1

ESH1

ESH1

P

P

P

DF1

GENERAL  NOTES

2

ALL EQUIPMENT SHALL BE
INSTALLED & LOCATED TO
MAINTAIN SPATIAL
REQUIREMENTS TO FACILITATE
ACCESS & MAINTENANCE IN LINE
WITH MANUFACTURERS
RECOMMENDATIONS AND GOOD
PRACTICE GUIDES.

4

ALL EQUIPMENT SHALL BE
INSTALLED IN ACCORDANCE WITH
MANUFACTURERS GUIDELINES.

5

DO NOT SCALE FROM THIS
DRAWING.6

THIS DRAWING IS INDICATIVE AND
IS INTENDED TO HIGHLIGHT THE
PROPOSED LOCATION FOR
ELECTRICAL SERVICES.
THE CONTRACTOR SHALL NOTE
THESE DRAWINGS SHALL NOT BE
USED FOR CONSTRUCTION
PURPOSES.
THE CONTRACTOR SHALL
INCLUDE TO PRODUCE THEIR
OWN WORKING DRAWINGS, TAKE
DETAILED SITE MEASUREMENTS,
INDICATE THE PROVISION OF
BUILDERS WORKS AND
COORDINATE THE INSTALLATION
OF ALL SERVICES.

1

THIS DRAWING SHALL BE READ IN
CONJUNCTION WITH THE ECS
ELECTRICAL ENGINEERING
SPECIFICATIONS.

ALL DETAILS ARE APPLICABLE TO
EVERY DRAWING UNLESS
INDICATED OTHERWISE.

7

THE CONTRACTOR SHALL NOTE
THIS DRAWING HAS BEEN
PRODUCED USING LIMITED SITE
SURVEY INFORMATION.
THE CONTRACTOR SHALL
INCLUDE TO CARRY OUT AN
INTRUSIVE SURVEY AND TO
PRODUCE DRAWINGS THAT
REFLECT THE INSTALLATION.

3

THE CONTRACTOR SHALL
INCLUDE TO IDENTIFY THE
COMPLETE EXISTING ELECTRICAL
INSTALLATION,  EXTEND AND
ADAPT TO FACILITATE THE
PROPOSED WORKS.

8

DESCRIPTIONSYMBOL

HEATING & DOMESTIC LEGEND

ELECTRIC DOMESTIC HOT
WATER CYLINDER

DESCRIPTIONSYMBOL

PIPEWORK & SCHEMATIC LEGEND

PIPEWORK AT LOW LEVEL

ISOLATION VALVE 

LOCKSHIELD VALVE 

SAFETY VALVE/PRESSURE
RELIEF VALVE

NON-RETURN VALVE 

LSV

PRESSURE REDUCING VALVE

TUNDISH

PUMP

PRESSURE GAUGE

TEMPERATURE SENSOR

P

CWS

DHWS

COLD WATER SERVICE

DOMESTIC HOT WATER SERVICE

EXISTING SERVICES PIPEWORK

DESCRIPTIONSYMBOL

ABBREVIATIONS LEGEND

ELECTRIC STORAGE HEATER

LOCKSHIELD VALVELSV

ESH

CWS COLD WATER SERVICE

DOMESTIC HOT WATER
SERVICEDHWS

SAFETY RELEASE VALVESRV

PRESSURE REDUCING VALVEPRV

ISOLATION VALVEIV

NON-RETURN VALVENRV

ELECTRIC RADIANT PANEL
HEATERERP

DOMESTIC HOT WATER
SERVICE FLOWDHWSF

DOMESTIC HOT WATER
SERVICE RETURNDHWSR

ELECTRIC RADIANT PANEL
HEATER

ELECTRIC STORAGE HEATER

SWITCHED FUSED SPUR
CONNECTION UNIT

DESCRIPTIONSYMBOL

DRAWING NOTES

CONTRACTOR TO INCLUDE FOR
NEW ELECTRIC RADIANT PANELS TO
BE SUSPENDED TO AVOID CLASHING
WITH LIGHTS & VENTILATION
SYSTEMS.

THE CONTRACTOR SHALL NOTE
THAT THE PROPOSED ELECTRIC
RADIANT PANELS SHALL BE
SUSPENDED VIA THREADED ROD
SYSTEMS, WHICH SHALL BE FIXED
TO THE CEILING. THE CONTRACTOR
SHALL NOTE THAT FOUR HANGERS
ARE REQUIRED FOR EACH PANEL.
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D DESTRATIFCIATION FAN SPEED
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DETECTOR
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IV IV
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CY1

CONTRACTOR TO FIND MOST
APPROPRIATE POSITION TO
CONNECT NEW DHWS

22mm DHWSF

15mm DHWSR

22mm CWS

CONTRACTOR TO FIND MOST
APPROPRIATE POSITION TO
CONNECT NEW CWS INTO EXISTING
CWS
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CONTRACTOR TO INCLUDE TO
FLUSH, COMMISSION &
RE-CHLORINATE ALL DOMESTIC HOT
& COLD WATER PIPEWORK.

DETAIL - A - PROPOSED ELECTRIC
DHWS CYLINDER SCHEMATIC
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