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Odour Impact Assessment 

The client advised no chemical impact is expected – The system is an emergency 
extraction system within the NMR room for removal of air in the event of an oxygen or 
helium leak within the room.  

Discharge From Stack Information 

This discharge velocity is 13mts/sec so the plume from the stack will reach the higher 
boundary level. This is based on the calculation the discharge velocity should be 1.5 
times greater than the average wind velocity in the area.  

The average wind velocity in the Clayton area of Manchester in the winter months is 
5.4mts/sec average which equates to 8.1mts/sec.  

Noise Levels – Fumetec 

The noise level at 3.0mts from the fan on normal operation is 54 Dba when the fan is in 
emergency level the fan noise will be 64 Dba ( The fan is mounted externally on the 
internal wall of the building facing into the site, away from the road elevation and 
adjacent buildings). 

Cleaning and Maintenance of Ducting 

The client advised this is only air extract in normal use, they won’t be carrying out any 
cleaning as standard, as this is deemed not necessary.  

 


