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Notes:

1. For component details refer to
specification.

2. Length and position may vary slightly
due to site conditions.

3. The filters and flue will be maintained
every 3 months by a specialist.

4. Anti-vibration component will be installed
on the fan.

5. Intemal canopy grease filters eic will be
maintained by user.

6. Ductwork to include sump at bends

Atwenuator (London Fans) mounted internally

Fan (Helios Multifiow MFW 500) mounted internally

Jasun Multi Carb Filter inline dwell time 0.4 seconds mounted internally

Information Only
refer to specification

Jasun 1No Pre filter inline




