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NOTES

1. ALL LUMINAIRES WITHIN APARTMENTS SHALL BE
COMPLETE WITH DIMMABLE DRIVERS.

2. ALL LIGHTING CIRCUITS WITHIN APARTMENTS SHALL
BE COMPLETE WITH DIMMER SWITCHES.

3. LUMINAIRE MANUFACTURER TO ENSURE THAT ALL
DIMMER SWITCHES ARE COMPATIBLE WITH LED

LAMPS.

LEGEND

F TYPE DOWNLIGHT IP65 760LM 8W 4000K
DIMMABLE DRIVER

1500LM 15W 4000K STANDARD DRIVER

1500LM 15W 4000K EMERGENCY
DRIVER

2000LM 22W 4000K STANDARD DRIVER

2000LM 22W 4000K EMERGENCY
DRIVER

BULKHEAD IP65 317mm 2100LM 24W
4000K STANDARD DRIVER

BULKHEAD IP65 317mm 2100LM 24W
4000K EMERGENCY DRIVER

SINGLE IP65 1540mm 3400LM 24W 4000K
STANDARD DRIVER

SINGLE IP65 1540mm 3400LM 24W 4000K 3HR

EMERGENCY PACK

PENDANT LIGHT FITTING (LOW ENERGY)

ILLUMINATED EMERGENCY EXIT SIGN WITH ARROW

LEGEND

SINGLE GANG LIGHT SWITCH ’'n’ DENOTES GANG

2 WAY LIGHT SWITCH ’'n’ DENOTES GANG

KEYSWITCH & CONTACTOR TO CONTROL
LANDLORDS AREA CLEANERS SOCKET
RING MAIN

VANITY UNIT LIGHTING SUPPLIED FROM
BATHROOM LIGHTING CIRCUIT

CEILING MOUNTED PIR DETECTOR
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