GENERAL NOTES

1. Do not scale from this drawing.
: Print this drawing in colour.
3. This drawing is to be read in conjunction with

all other MXF documents (drawings,
schedules and specification) along with other
design team documentation.

4. This is a performance specified system as set
out in Spec 200 section 4.2. The contractor
undertakes the design. This drawing is
indicative of the design intent and is to be
completed by NSI Approved Specialist
Designer.

5. Refer to the Architects & Fire consultants
information for Emergency Door requirements
and general information.

) o 6. Setting out of all equipment in all spaces is to
Disable refuge control panel at the firefighters entrance be confirmed with the Architect.
PROJECT SPECIFIC NOTES
1. The security, access control and CCTV

systems are to be linked to form a single
ADJOINING BUILDING system to provide a high degree of security,
commensurate with a facility storing valuable

works

2. The system is to be capable of providing
confirmed signals to remote alarms receiving

\ 2 ! IJ centre or the police
3. The CCTV system is to be capable of
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