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Notes:

BASE ARCHITECT DRAWING — L_1010 REFLECTED BULKHEAD
PLAN LEVEL 1
DATE RECEIVED - 22.01.15

1. TO BE READ IN CONJUNCTION WITH ARCHITECTS DRAWINGS.
2. STRIP OUT ALL SMALL POWER BACK TO TENANTS DB'S.

3. STRIP OUT ALL LIGHTING BACK TO TENANTS DB'S.

4. REPOSITION SMOKE DETECTORS WITHIN NEW BULKHEAD DETAIL.

5. REPLACE EMERGENCY LIGHTING WIRED FROM NEW BOARD.
6. STRIP OUT ALL DATA OUTLETS.

7. RE-CONFIGURE INTRUDER ALARM BACK TO LANDLORDS AREAS
ONLY.

8. RE—CONFIGURE INTERCOM SYSTEM.
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