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This drawing shall not be scaled.
Work from the dimensions shown in the
drawing or given in relevant specifications

OUT OF SCOPE

01/0060 (MB)

01/0040

OUT-OF. SCOPE

Proposed small power and lighting trunking
and comms trunking to rise from Distribution
Board cupboard folliowing the existing route
to Mezzaine floor skirt trunking via small

power and comms trunking

01/0042
01/0075

100x100

COM

OUT OF SCOPE

01/0041 .

Proposed small power and lighting trunking
and comms trunking to rise from Distribution
Board cupboard from 01/0042 via small
power trunking (Route TBC and co-orindated
following onsite strip-out)

100x100

100x100

SP&L

COM

CDM Regulations:

In addition to any information included in this drawing
or the model from which it is derived, refer also to the
project CDM Risk Register for information on residual
risks.

General Notes:

* The drawing does not necessarily show all the
information needed to interpret the design intent or
the construction details.

» The drawing contains information from more than one
source and must be read in conjunction with all
relevant specifications.

» Any apparent drafting errors and differences between
other drawings and specifications shall be brought to
our attention.

Project Notes:

1. This drawing is to be read in conjunction with all relevant
architectural, structural, mechanical, public health and
electrical engineers drawings and the associated
specification.

2. This drawing shows the design intent only and is subject
to coordination by the Contractor and the preperation of
installation detail drawing.

3. The contractor shall refer to the architect's drawings for
details of fire compartmentation. Fire stopping to be
provided to all services are required tp maintain fire
compartmentation.

4. Refer to existing as-built layouts for further information of
existing services.

5. Contractor to validate all existing services by invasive
survey prior to tender and include for all necessary
modifcations to existing services as required to facilitate
the works.

6. The contractor to fully comply with EPMs.
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