MOSLEY STREET

GENERAL NOTES

Do not scale from this drawing.

Print this drawing in colour.

This drawing is to be read in conjunction with
all other MXF documents (drawings,
schedules and specification) along with other
design team documentation.

General setting out of all electrical
accessories and ancillary items to be by the
Architect.
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Top of Beam 57.04 ||
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Top of Beam 57.13

of Beam 57.13

Commando Socket 1P - Switched
Commando Socket 1P - Unswitched
Commando Socket 3P - Switched
Commando Socket 3P - Unswitched
Single Cleaners' Socket - Switched
Single Socket - Unswitched

Double Socket - Switched

Double Socket - Unswitched

Double Socket - Switched with USB
Double USB Outlet

Single Socket Lockable - Switched
Shaver Socket

Fused Connection Unit - Switched
Fused Connection Unit - Unswitched
1P Switch Disconnector - DB Fed
3P Switch Disconnector - DB Fed
Cooker Connection Unit

Single Pole Switch

Double Pole Switch

Floor Box

Distribution Board

Double Data Point

Wireless Access Point
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