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EXISTING BELOW GROUND DRAINAGE GENERAL ARRANGEMENT
SCALE 1:100

EX. MH03 (FW)
C.L. +41.570m
I.L. +40.900m

EX. G
OBSTRUCTED AT
TIME OF SURVEY

EX. G
OBSTRUCTED AT
TIME OF SURVEY

EX. MH02 (FW)
C.L. +41.520m
I.L. +40.740m

EX. MH05 (C)
C.L. +41.530m
I.L. +38.360m

EX. MH04 (C)
C.L. +41.410m
I.L. +38.380m

EX. MH0X (SW)
COVER SEIZED.
C.L. +41.420m
I.L. TBC

EX. MH01 (SW)
A.A. +41.340m
I.L. +37.310m

EXISTING PCC
SERVICE TROUGH.

ACO ACO

DRAINAGE LEGEND

DENOTES EXISTING FOUL WATER DRAIN

DENOTES EXISTING SURFACE WATER DRAIN

DENOTES EXISTING COMBINED DRAIN

DENOTES DEVELOPMENT BOUNDARY

DENOTES EXTENT OF EXISTING SURVEYED
DRAINAGE RUN.
END OF TRACE/ SURVEY ABANDONED DUE TO
OBSTRUCTION. REFER TO CCTV SURVEY.

DENOTES EXISTING BELOW GROUND M&E
CABLES / DUCTING

DENOTES EXISTING CHANNEL DRAIN/
SLOT DRAIN

! 00POTENTIAL DESIGN HAZARDS:
REFER TO CCS CONSULTING DESIGNERS RISK
ASSESSMENT FOR FULL TABLE OF HAZARDS &
WARNINGS.

1. EXISTING CCTV SURVEY HIGHLIGHTS A BLOCKED OR
COLLAPSED PIPE. WORK REQUIRED TO REMEDIATE EXISTING
DRAINAGE RUNS.

2. ADDITIONAL MANHOLE LOCATED ON CCTV SURVEY RUN. NO
MANHOLE IDENTIFIED AT GROUND LEVEL/ TOPOGRAPHICAL
SURVEY. FURTHER SURVEY WORKS REQUIRED.
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