
 

 

 

 

 

 

 

SUPPLY LOUVRES FOR 
BMG RESTAUARANT AT 
GROUND FLOOR LEVEL 

1st FLOOR EXTRACT 
LOUVRE AT HIGH LEVEL 

0.5m 

2.5m from ground floor 
to bottom of Discharge 
louvre 

0.5m 

Distance from supply 
louvre to discharge 
louvre is 3.5metres – 
Discharge louvre higher 
than supply louvre 
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GROUND FLOOR PLAN 

FIRST FLOOR PLAN 
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0.5m 

SECTION 

DISCHARGE 
LOUVRE 

SUPPLY 
LOUVRES 


