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All noticeboards and 
their contents to be 
removed.

Provide a positive action self-
closing device for the single leaf 
door in order to ensure the door is 
effectively self-closing against its 
rebated frame.
Provide `FIRE DOOR KEEP SHUT` 
signage on both faces of the fire 
resisting self-closing door.

Repair or replace defective overhead 
self-closing device.

Noticeboards and contents in circulation areas to be removed.Fire extinguishers 
should be checked 
and tested in 
accordance with BS 
5306 by a 
competent person.

The firefighting 
equipment should be 
fixed on wall brackets 
with the carrying handle 
of the extinguisher 
approximately 1m from 
the floor. Repair or replace 

defective overhead 
self-closing 
devices.

Infill holes/ breaks in construction with fire resisting materials affording a 

minimum of 30-minutes fire resistance.

The construction indicated in red on the plans should provide a minimum 

of 30-minutes fire resistance in accordance with BS 476.

Potential slipped Copings/tiles to Roof. 
R&D Required prior to remediation 

Drop in staircase 
and separated 
handrail repaired

New kitchenette to 
be provided 

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New blinds. Refer to 
finishes plan for specs.

New 
radiator

New 
radiator

New radiator

New WC

New 
showerpod

New 
lockers

New blinds. Refer to 
finishes plan for specs.

New 
radiator

New blinds. Refer to 
finishes plan for specs.

New 
radiator

New 
radiator

2.01
Office

12.14 m²

20
Circ

8.57 m²

21
Circ

11.03 m²

M1.01
Shower/ WC

7.72 m²

22
Circ

13.5 m²

23
Circ

15.26 m²

24
Circ

7.27 m²

25
Circ

4.24 m²

2.03
Office

19.31 m²

2.01B
Meeting Room

12.15 m²

2.01A
Store

8.03 m²

2.04
Office

7.98 m²

2.05
Office

12.76 m²

2.06
Office

10.67 m²

2.07
Meeting
11.37 m²

M1.02
Meeting Room

20.02 m²

2.08
Common Room

19.21 m²

2.08A
Office

8.81 m²

2.09
Tea Point
10.9 m²

21a
Circ

6.72 m²

New 
radiator

New 
radiator

New radiator

New blinds. Refer to 
finishes plan for specs.

New carpet

New carpet

New carpet

New carpet

New carpet

New carpet

New carpet & 
nosing

New carpet & 
nosing

New carpet & 
nosing

New carpet

New carpet

New carpet

New carpet

New carpet

New carpet

New vinyl

New vinyl

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

Allow for noggings 

between timber joist for 

baffles and lighting 

suspension.

2.04-DB

William Kay

Drawing Number

NOTES

1. Do not scale from this drawing.
2. All measurements are in millimetres unless stated otherwise.
3. This drawing is to be read in conjunction with the specification 

and all relevant Architectural, Electrical, Mechanical and 
Structural drawings.

4. (c) University of Manchester this drawing must not be reproduced 
without permission.

5. Directorate of Estates and Facilities to be notified of any 
discrepancies.
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William Kay House - 5807

William Kay House
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