
Project: Ref C25-105

379 587 527 381

499 555 532 632

460 545 584 503

501 583 519 486

673 663 567 621

378 442 501 381

Date:

Lowest: 378 Highest: 673

Average: 521 Uniformity (min/ave) 0.73

P Pass Fail

Signature

Essex

13 Brograve Close Tel: 01245 478921
Galleywood 
Chelmsford

System Performance

Test Engineer Guy Cumpstey

email info@sjbfloodlighting.co.uk

PL Manchester Nicholls Paddle court

28/02/2025 Weather: Covered area

SJB Floodlighting

CM2 8YA



No. of Lamps:

Comments:

General Condition of system:New Good Average Poor

     

Lamp Type & wattage: 200LED

6-metres

Power League Manchester - Paddle

18:30

4

8

Name of Club:

Time  Reading Taken:

No. of Columns/Towers: Approx. Height:

Floodlighting Inspection Report

New Installation

General Comment on improving the system if necessary:

Date of Installation (if known):

Name of Installer (if known):

Feb-25

SIS

Light meter Ref:

FILUX

No. of Lamps Not Working: N/A

28/02/2024

Floodlight Type:

Floodlight Manufacturer:

Calibration Date:170505817

FT-4720


