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EXISTING 2.9M
MASONRY WALL

BREAK OUT EXISTING MASONRY
WALL TO ACCOMODATE THE LV
VENT FOR THE GENERATORS.
INFILL PANEL WITH LOUVRES TO
BE FITTED BETWEEN
GENERATOR OUTLETS, TO
ENCLOSE YARD.

2 PROPOSED GENERATORS
(ESION ACOUSTICS LTD)

EXISTING BUILDING

EXISTING UTILITY
TROUGH

EXISTING HERAS FENCE FOR WALKWAY TO
BE KEPT IN PLACE

BIN HOLDING AREA

WASTE COMPACTOR
AREA

NEW 2 STOREY 40FT PORTACABIN WITH
EXTERNAL STAIR FOR WELFARE & OFFICE
USED BY WASTE TEAM. LOCATION PROVIDE
SAFE ACCESS IN ACCORDANCE WITH CDM
REGS FOR SITE MANAGEMENT.

EXISTING BUILDING

EXISTING PLANT RECONFIGURED
EXISTING BUILDING

LAYDOWN / OPERATIONAL AREA

LAYDOWN / OPERATIONAL AREA

NORTH ROAD

LAYBY PARKING AREA PEDESTRIAN WALKWAY

PEDESTRIAN WALKWAY

EXISTING PLANT
ENCLOSURE WITH METAL
FENCING BOUNDARY
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DSS310 Generator Project

Manchester University Hospital
Oxford Road Campus M13 9WL
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