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· Full Scope Of Works To Be Detailed
· Emergency Exit Lighting & Illuminated Exit Signage To

Be Provided And to Meet BS5266 As A Minimum
· Fire Detection & Alarm System To Be Modified &

Amended Meet BS5389 As A Minimum
· Findings of CTS Emergency Lighting Report To Be

Implemented & Fittings Repaired / Replaced As
Required.

· Lighting scheme for coffers in progress
· LED tape to joinery - power supply only
· Cleaners sockets to be rewired/adapted to ensure

existing covers all areas in works

DRAWING NOTES.

A 13.1.25 Further detail added after meeting. CJW

B 14.1.25 Dimming added to Treatment Room. CJW

Lighting Legend
NEW WALL LIGHTS - TYPE H

RELOCATE EXISTING GAS LANTERNS TO INCLUDE
ALTERATIONS TO EXISTING WIRING.

LIGHTING TO GYM CUPBOARD - 2 x
BATTEN LED, CONTROLLED VIA
DOOR OPERATED SWITCH
TYPE K

2 COLUMNS TO HAVE 4nr FLOOR
SPOTS EACH (WALL WASH)

NEW IP RATED SPOTLIGHTS &
EMERGENCY LIGHTS.

UTILIZE EXISTING INSET LIGHTS, ALTER SWITCHING TO SUIT NEW ROOM
LAYOUT. ENSURE SUFFICIENT COVERAGE WITH EMERGENCY LIGHTING.

DIMMABLE SYSTEM TO EXISTING
LIGHTS.

IP

D FS

1.5m

C 06.2.25 Updated as per meeting comments.

T
TYPE A1 - VEVO BESPOKE -
GOLDEN CHANDELIER

TYPE B - OPAL GLOBE PENDANT
30CM DIA

TYPE C - CONICAL WALL LIGHT

TYPE E - CERA FLOOR LAMP

TYPE E1 - GLOBE FLOOR LAMP

TYPE F - GOLDEN GLOBE TABLE
LAMP

TYPE G - CIRCULAR LED
900MM DIA

30
CORE AREA, RE-LAMP ALL
FITTINGS, ALL TO BE LED AND FOR
COLOUR TO MATCH, 4000K

FL

FL

FLOOR LAMP SWITCH

FLOOR LAMP GROMMET

EMERGENCY LIGHT

PIR PIR SENSOR

EXISTING LIGHT TO BE RETAINED

JC

TYPE D - OVAL PENDANT WITH
OPAL GLOBE.

D 11.2.25 Updated as per CGI review comments. CJW

E 13.2.25 Updated as per CGI review comments. CJW

THIS DRAWING IS THE COPYRIGHT OF RKB ELECTRICAL
LTD, AND MAY NOT BE REPRODUCED
IN ANY FORM WITHOUT PRIOR WRITTEN CONSENT.

F 25.2.25 Penetrations added for heritage approval.CJW

G 27.2.25 Alterations after design meeting on site.CJW
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