External
insulation and
render system.
K-rend scraped
coat render, off
white colour.
Refer to
specification

Lead flashing

External timber
joinery painted

Key Elevation - North - Proposed

1:100

—

Existing house

External
insulation and
render system.
K-rend scraped

coat render, off

white colour.
Refer to
specification

Rafters beyond

Structural and services zone

Section AA - Detail 01

4 1:10

Marley Mendip
low pitch
interlocking tile

Roof glazing
system with
opening

black. Refer to
spec

Timber framed

glazed doors

rooflights.
Alumimium
framed, PPC
finish, jet black

Facing red brick
in stretcher bond

to match existing

Timber framed

A

@ Proposed Detailed Elevations 01
1:20

full height glazing
system

Brick plinth wall in matching
facing brick

Existing brickwork

-

E-P-X-21

i

AV VA YANY

—r| |
./._‘_

Roof glazing
system with
opening
rooflights.
Alumimium
framed, PPC
finish, jet black

External
insulation and
render system.
K-rend scraped
coat render, off
white colour.

— — - Referto

specific'ation

Eaves structure zone

Dark grey aluminium
pressing below glazing at
perimeter

\

Roof glazing
system with
opening

Internal wall interface
beyond

rooflights.
Alumimium
framed, PPC
finish, jet black

Gutter, black

7

Gutter and
fascia beyond

Black painted
timber fascia
panel

External timber
joinery painted

black. Refer to
spec

White painted

162

Section AA - Detail 02

< 1:10

Roof glazing
system with
opening
rooflights.
Alumimium
framed, PPC
finish, jet black

12.500°
77
/

D

|
|
|
|
|
|
|
|
|
|
|

External timber
joinery painted

black. Refer to
spec

Masonry (beyond)

Timber framed

glazed doors

— — e———— Line of brick plinth

wall beyond

3

Section AA

1:20

timber framed
glazed doors

Notes:
THIS DRAWING IS FOR GUIDANCE ONLY

THIS DRAWING IS NOT TO BE SCALED. EXCEPT FOR THE
PURPOSES OF PLANNING APPLICATIONS AND FOR
LEGAL PLANS WHERE THE SCALE BAR MUST BE USED.
ALWAYS REFER TO FIGURED DIMENSIONS.

CONTRACTORS, SUBCONTRACTORS AND SUPPLIERS
MUST VERIFY ALL DIMENSIONS ON SITE BEFORE
COMMENCING ANY WORK OR MAKING ANY SHOP
DRAWINGS.

THIS DRAWING IS TO BE READ IN CONJUNCTION WITH
STRUCTURAL, MECHANICAL AND ELECTRICAL
ENGINEERS DRAWINGS AND ALL DISCREPANCIES ARE
TO BE REPORTED TO THE ARCHITECT.

P4 Planning Amendments 210425
P3 Planning 010325
P2 Planning Final Draft 240225
P1 Planning Draft 090225
Rev  Revision Details Dr Date

STUDIO10 ARCHITECTURE

Client's Name

Christopher Rattew

Job Title

14 Conyngham Road,
Manchester, M145SA

Drawing Title

Strip Sections and Elevations
01

Scal

As indicated @ A1

DF DF
23-17 E-P-X-21 P4
PLANNING

22/04/2025 00:57:59




	Sheets
	E-P-X-01 - Proposed Elevations
	E-P-X-05 - Existing and Proposed West Elevation
	E-P-X-11 - Illustrative East Elevation - Existing and Proposed
	E-P-X-21 - Strip Sections and Elevations 01
	E-P-X-22 - Strip Sections and Elevations 02
	LA-P-X-01 - Proposed Landscape Plan
	P-P-X-00 - Proposed Floor Plan - Level 0
	P-P-X-01 - Proposed Floor Plan - Level 1
	P-P-X-02 - Proposed Floor Plan - Roof Level
	SP-P-X-00 - Proposed Site Plan


