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Within the Belfry, four additional light fittings
are to be positioned beneath each louvred
opening and  tilted  upwards by
approximately 30° to light up the Bell
Chamber from within.

2 no. Steon Skyblade Maxi Surface-Mounted
Floodlights (210W LED IP66 | 436 mm x 472
mm x 79 mm | Die-Cast Aluminium,
Anthracite Grey).
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Contract  Lighting Renewal Works

Proposed Location of Internal Light Fittings
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