EXISTING 6KW LTHW
FAN CONVECTOR TO REMAIN

ELECTRIC UNDERFLOOR HEATIN

(BY OTH

ERS) 141W/M2 FOR 20M2
CAPACITY=2820w

XISTING 6KW LTHW
FAN CONVECTOR TO REMAIN

PARSONAGE GARDENS (NORTH)

UTURE 12KW ELECTRIC

3x 2KW RECESSE
ELECTRIC PLINTH HEATER

DOOR AIR CURTAIN

380MM @

LECTRIC KICKSPACE HEATER MOUNTED

WITHIN RECEPTION DESK (2KW)
3x 2KW RECESSED

ELECTRIC PLINTH HEATER

SUMMARY OF HEATING PROVISION

LOSS = 26KW

EXT F/C = 2x6KW = 12KW

NEW PLINTH HEATER 1 = 6 X 2KW = 12KW
KICKSPACE HEATER =1 X 2KW = 2KW
UNDERFLOOR HEATING =1 X 2.82KW = 2.82KW
INSTALLED HEATING CAPACITY = 28.82KW
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POWER FOR DISHWASHER, FRIDGE, ZIP TAP, LEAK
DETECTION AND WATER HEATER TO BE PROVIDED .

Floor sig

<

TWIN SOCKET TO BE PROVIDED ABOVE COUNTER
TOP. POWER FOR FRIDGE,LEAK DETECTION.
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HD | NEW HAND DRYERS INSTALLED TO HEATING CONTROLS - LOCATION | UFS | UNDER FLOOR HEATING POWER
o | EXISTING LOCATIONS. HC | fge @ | SUPPLY ONLY.
PL | PLINTH HEATER TO RECEPTION
POWER SUPPLY TO SHOWERS BY | [ #n | DESK & BANQUETTE SEATING
ﬁSP OTHERS - RKB SUPPLIES ONLY. POWER TO 2x FLOOR SOCKETS. SUGGESTED FLOOR SOCKET TO
@& &  GYMSPACE. SUPPLY & INSTALL
| D | POWER SUPPLY TO LEAK SPEAKER | SPEAKER POWER TO BANQUETTE NEW UF POWERBAR & TAPOFF TO
— ST | VANITY UNIT POWER -
PH | SUPPLY & INSTALL IP RATED USB TSSO TO BANQUETTE a | STRAIGHTENERS.
= | PANEL HEATER - LOCATION TBC. | M | SEATING. DA
— ® DISABLED W/C ALARM
H | VANITY UNIT POWER - 1x TSSO 2 x DATA TO AV SCREEN -
a |HAIRDRYER LOCATION TBC | ED | LED TAPE TO JOINERY - POWER
& | SUPPLY ONLY. LOCATIONS TBC
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THIS DRAWING IS THE COPYRIGHT OF RKB ELECTRICAL
LTD, AND MAY NOT BE REPRODUCED
IN ANY FORM WITHOUT PRIOR WRITTEN CONSENT.

Small power_to treatment /JL_uce bar DRAWING NOTES.
D 13.2.25 altered to suit comments. Plinth heater
{0 soft seating altered to 6nr. caw Full Scope Of Works To Be Detailed
C 06.2.25 Updated as per meeting comments. JC Emergency Exit Lighting & llluminated Exit Signage To
- - Be Provided And to Meet BS5266 As A Minimum
B 16.1.25 Leak detection I_ocatlons updated. CJW e  Fire Detection & Alarm System To Be Modified &
Underfloor heating area reduced. Amended Meet BS5389 As A Minimum
A 13.1.25 Further detail added after meeting. CJW e Power & data to reception relocated from existing lecturn
to new location.
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