
SIM Manchester GRIDLINE  I Roof Gridlines  H to J 

Location/Beam Decay viewed from Cross plan view Photographs Confirmed agreed repairs with 

bearing side 
Structural engineer comment in bold

A/GB/3 The beam is satuarted after Recommendations 
exposure to water ingress Treat the beam with Probor 20 

Full beam Not applicable fungicide gel 

Buro Happold Comment 
Agree with beam treatments eamil 
dated 12-12-2024

A/GB/7 Decay to bearing end opposite Recommendations 
external wall 1060mm in length 

Bearing end 130mm in height to 2/3 depth 
opposite of beam 
external wall 

Buro Happold Comment 
Agree with splice repair as per email 
dated 12-12-2024

Sarking Board 

The beam is built off steel channel 
splice repair possible, to be agreed with 
Buro Happold 

Renew boarding with 19x225mm redwood 
boards, Allow to renew additional 3no 
rafters around access hatch affected by wet 
rot Buro Happold Replace with sarking 
boards like for like 


