Retail Area Lighting

Retail Area Lighting Legend

Symbol Description

EY-TA-WT/B1-STD14-30-90-30-1050

Bespoke feature chandeliers specified by JPA, supplied by Adjustable Round Downlight

WoSG & installed by Oak. Recessed lighting above bespoke Lighting scheme within J, 732Im, 3000K LED Module

feature chandeliers TBC on receipt of feature design. slopped ceiling TBC D1 64mm Cut Out / 88mm Recess Depth
@80mm Overall / 230V - 14W

EY-TA-WT/B1-STD14-30-90-20-1050
Adjustable Round Downlight
é 732Ilm, 3000K LED Module
D2 64mm Cut Out / 88mm Recess Depth
@80mm Overall / 230V - 14W

EY-TA-WT/B1-STD14-40-90-20-1050
Adjustable Round Downlight
J) 732Im, 4000K LED Module
D7 64mm Cut Out / 88mm Recess Depth
@80mm Overall / 230V - 14W
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TEMPORARY DISPLAY AREA
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General & Emergency Lighting
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| o | L | " . | 1 FINISH CEILING LEVEL Brand Lighting & Exit Directional Signage | / ) N e 600mm x 600mm LED Skytile
‘ I |l 1 DAYID YBRMAN_| o I | | I Al final brand lighting schemes TBC on receipt of approved -0 1‘ 43300 - APFL Standard Driver / 3000Im / IP44
o 1 r I\ Lo . FINISH CEILING LEVEL
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D1

Emergency Exit Directional Signage —O0

All emergency exit directional signage positions TBC on
receipt of approved fire strategy/egress scheme.

JCC Lighting
600mm x 600mm LED Skytile
Standard Driver / 3000Im / IP44
JC080104 + JCEMO002
230V - 30W
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JCC Lighting
ToughLED 4ft Single
= 4000K Frosted Diffuser
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Bespoke feature chandeliers specified by
JPA, supplied by WoSG & installed by Oak.
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Up & down LED strip JCC Lighting
******* I to back fixture Recessed LED Skydisc

e E@ Standard Driver / 1700Im / IP65
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Recessed lighting between/above bespoke feature
chandeliers TBC on receipt of feature design
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JCC Lighting
[ ] E/B Maintained Aluminium Exit Box

I IP20 / 3m
Im JC50303

) ofOH TOILEF'R
B LZ;F?-ﬂ
|

/“\ -

PIR Detector

BOH CORRIDOR

PIR

T | \ |

| i e 3440 - AFFL |
\ €= ‘ i c . W FINISH CEILING LEVEL] |
\ [ﬁ ! | ! oF “"FINISH CEILING LEVEL | 3 I

| | ‘ \ (t
| | a+3600- AFFL ||
| | DE BEERS . ﬁi/ FINISH CEILING LEVEL

1 Gang 1 Way Switch

Emergency Key Switch

OAK COPYRIGHT STATEMENT

This drawing is the property of Oak Electrical Ltd. Copyright is
reserved by them and is issued on the condition that it is not
copied either wholly or in part without consent in writing from
Oak Electrical Ltd.

General Notes:

1.

This drawing should be read in conjunction with all other
relevant project drawings and specifications.

2. The system is designed and installed in accordance with

all relevant British Standards, Regulations, and Codes of
practice and methods of working.

Any conflict in design is to be highlighted and appropriate

action / approval given prior to alterations being carried
out.
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CAD ORIGINAL - Do not modify by hand. CAUTION - In compliance with BS7671 please ensure all circuits are tested and results are recorded prior to any parts of the installation being energised and put in to service.
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