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TYPICAL FIRE ALARM INSTALLATION DETAIL
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1. FIRE ALARM INSTALLATION SHALL BE IN COMPLIANCE WITH BS
5839.

2. DO NOT SCALE FROM THIS DRAWING, IF IN DOUBT REQUEST
FURTHER INFORMATION.

3. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH THE MAIN
CONTRACT CONDITIONS, THE BUILDING SERVICES SPECIFICATION
AND SCHEDULES, THE ARCHITECT'S DRAWINGS.

4. REFER TO ARCHITECTS DRAWINGS FOR DETAILS OF ALL SETTING
OUT INFORMATION. NO DIMENSIONS SHALL BE MEASURED FROM
THIS DRAWING.

5. ANY OBSERVED DESCREPANCY WITH THIS DRAWING MUST BE
REPORTED AND CLARIFICATION SOUGHT.

6. THE COMPLETE ELECTRICAL INSTALLATION SHALL BE IN
ACCORDANCE WITH BS 7671, BS 5266, BS EN 12464.

7. THE CONTRACTOR SHALL ALLOW FOR THE SUPPLY,
INSTALLATION AND COMMISSIONING OF ALL SYSTEMS AS
GENERALLY SHOWN.

8. EVACUATION ALERT SYSTEM INSTALLATION SHALL BE IN
COMPLIANCE WITH BS 8629.
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