
Dining
43M220

Single bedroom
43M221

Hall-2
06-2

Kitchen/Living
43M227

Single bedroom
43M225 Single bedroom

43M224
Kitchen/Living-4

07-4

Kitchen/Living
43M219

Service Cupboard
43M223

Single bedroom
43M218

Bathroom
43M217

Single bedroom
43M213

Bathroom
43M212

Hall-2
03-2

Kitchen/Living
43M216

Single bedroom
43M214

Double Bedroom
43M211

Kitchen/Living-3
02-3

Service Cupboard
43M210

Bathroom
43M209

Kitchen/Living-3
01-3

Double Bedroom
43M206

MAIN STAIRCASE-6
43M29-6 MAIN STAIRCASE-5

43M29-5

Bathroom
43M236

Double Bedroom
43M235

Kitchen/Living-4
05-4

SERVICE RISER
43M43

FF LIFT-6
43M20-6

ELECTRICAL RISER
43M67

LIGHT WELL-4
43M25-4

Double Bedroom
43M233

Bathroom
43M231

Bathroom
43M229

Service Cupboard
43M230

Hall-2
08-2

Kitchen/Living
43M232

STAIR 2-4
43M15-4

Double Bedroom
43M228

Bathroom
43M222

Service Cupboard
43M237

CIRCULATION
43M42

EPH
1

EPH
1

ETR
1

ETR
1

ETR
1

ETR
1

ETR
1

ETR
1

ETR
1

EPH
3

EPH
3

EPH
4

EPH
4

EPH
2

EPH
1

EPH
1

EPH
4

EPH
1

EPH
1

EPH
4

EPH
1

EPH
3

EPH
2

EPH
3

EPH
3

EPH
1

EPH
1

EPH
1

EPH
1

EPH
1

ETR
1

B2B1

BJ

BH

BG

BF

BE

BD

BC

BB

BA

BK

B6B3 B4 B5

EPH
2

EPH
1

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

THIS DRAWING SHALL BE READ IN CONJUNCTION WITH ALL OTHER 
RELEVANT PROJECT DRAWINGS AND DOCUMENTATION BEFORE 
COMMENCING WORK.

THIS DRAWING SHALL BE READ IN CONJUNCTION WITH THE M&E SERVICES 
SPECIFICATION. ANY DISCREPANCIES BETWEEN THE DRAWINGS AND THE 
SPECIFICATION SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER.

DO NOT SCALE FROM THIS DRAWING.

THERE SHALL BE NO CHANGES TO THE PROPOSALS WITHOUT THE 
AGREEMENT OF THE ENGINEER.

THIS DRAWING SHOULD BE READ IN COLOUR.

THE CONTRACTOR SHALL PROVIDE OPERATION AND MAINTENANCE 
MANUALS, AS FITTED DRAWINGS AND BUILDING LOG BOOK IN ACCORDANCE 
WITH CIBSE TM31.

CONTRACTOR TO CONDUCT A SITE VISIT PRIOR TO THE SUBMISSION OF A 
TENDER RETURN TO FAMILIARISE THEMSELVES OF THE SITE AND THE 
EXTENT OF WORKS REQUIRED. - NO CLAIMS SHALL BE MADE FOR 
ADDITIONAL COSTS AS A RESULT OF THIS NOT HAVING TAKEN PLACE.

THIS DRAWINGS SHALL BE READ IN CONJUNCTION WITH BOTH THE 
ARCHITECTURAL DRAWINGS IN PARTICULAR THE HERITAGE DRAWINGS 
SHOWING THE POSITION OF RETAINED CAST IRON RADIATORS.

THE RADIATORS INDICATED ON THIS DRAWING AND REFERENCES THEREIN 
ARE SPECIFIC TO THIS DRAWING ONLY AND SHOULD NOT BE USED IN 
CONJUNCTION WITH ANY OTHER DRAWING.

THE MECHANICAL CONTRACTOR SHALL CONFIRM ALL RADIATOR SIZES AND 
FINISHES WITH THE M&E CONSULTANT AND ARCHITECT PRIOR TO 
ORDERING.

THE RADIATOR POSITIONS SHOWN ON THIS DRAWING SHOW THE DESIGN 
INTENT. FINAL POSITIONS SHALL BE AGREED WITH THE CLIENT.

CONTRACTOR TO INCLUDE FOR CO-ORDINATING HIS WORK WITH ALL 
OTHER TRADES IN PARTICULAR WITH THE ELECTRICAL CONTRACTOR TO 
ENSURE POWER SUPPLIES FOR THE HEATERS ARE PROVIDED IN THE 
CORRECT POSITIONS.

EQUIPMENT SHALL BE POSITIONED TO ENSURE MANUFACTURERS 
MAINTENANCE ACCESS REQUIREMENTS ARE PROVIDED.

THE CONTRACTOR SHALL ALLOW FOR SCHEDULING AND PROGRAMMING OF 
ALL THE ELECTRIC RADIATORS. SCHEDULES, TEMPS ETC. ARE TO BE 
CONFIRMED WITH THE CLIENT.
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