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NOTES

1. DO NOT SCALE FROM THIS DRAWING, IF IN DOUBT REQUEST 
FURTHER INFORMATION.

2. THIS DRAWING SHALL BE READ IN CONJUNCTION WITH THE MAIN 
CONTRACT CONDITIONS, THE BUILDING SERVICES SPECIFICATION 
AND SCHEDULES, THE ARCHITECT'S DRAWINGS.

3. REFER TO ARCHITECTS DRAWINGS FOR DETAILS OF ALL SETTING 
OUT INFORMATION. NO DIMENSIONS SHALL BE MEASURED FROM 
THIS DRAWING. 

4. ANY OBSERVED DESCREPANCY WITH THIS DRAWING MUST BE 
REPORTED AND CLARIFICATION SOUGHT.

5. THE COMPLETE ELECTRICAL INSTALLATION SHALL BE IN 
ACCORDANCE WITH BS 7671, BS 5266, BS EN 12464.

6. THE CONTRACTOR SHALL ALLOW FOR THE SUPPLY, 
INSTALLATION AND COMMISSIONING OF ALL SYSTEMS AS 
GENERALLY SHOWN.

7. SEE DETAIL A FOR KITCHEN SWITCHPLATE ARRANGEMENT.

8. CONTRACTOR SHALL REFER TO DETAIL B: TYPICAL CONSUMER 
UNIT SCHEDULE FOR CIRCUIT REFERENCES WITHIN APARTMENTS. 

9. CONTRACTOR TO LAISE WITH ARCHTECT TO CONFIRM FINAL 
LOCATIONS OF ELECTRICAL FIXTURES IN THE KITCHENS TO ALIGN 
WITH ARCHTECTS FF&E LAYOUT.
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DETAIL B: 
TYPICAL APARTMENT CIRCUITING

DETAIL A: 
TYPICAL 4-GANG MULTI-APPLIANCE SWITCHPLATE
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FR - FRIDGE 20A DP SWITCH
CH - COOKER HOOD 20A DP SWITCH
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Piccadilly Warehouse, Bloom Street

SMALL POWER, DATA & SECURITY LAYOUT  LEVEL 3

24006-HAK-BS-03-DR-E-62001

M.Smith

N/A

TENDER
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51050

D.Farrimond

P.Metcalf

Date Description Rev. By

14/06/2024 Issued for Tender P01 MS
28/06/2024 Amended Inline with Client Comments P02 MS
12/07/2024 Amended Inline with Client Comments P03 MS
28/11/2024 Revised Based on Updated Arch Model P04 MS/UR
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